
Accessibility Survey

Prepared By

Downey Civic Theatre

8435 Firestone Boulevard
Downey, CA 90240

Date of Inspection

1/4/2017

Disability Access Consultants
(800) 743-7067



Finding

On-Site Finding 0.37 inches

Recommendation

Up to 0.25 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343381

There is a change in elevation greater than
recommended value.

Ensure that the change in elevation is within
the recommended value.

ADA 303, 403.4, 303.2,CA 11B-303,CA 11B-403.4

Provide smooth surface

Sidewalk from Brookshire Avenue to Box Office
Change In Level

$300

Path Of Travel , Walking Surfaces  :  Change in Level

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

12/31/2018

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

Up to 0.25 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343301

There is a change in elevation greater than
recommended value.

Ensure that the change in elevation is within
the recommended value.

ADA 303, 403.4, 303.2,CA 11B-303,CA 11B-403.4

Provide smooth surface

Sidewalk from Brookshire Avenue to Performers Entrance - Continued
Change In Level

$300

Path Of Travel , Walking Surfaces  :  Change in Level

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

12/31/2018

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.50 inches

Recommendation

Up to 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335330

The leading edge of the wall-mounted item is
more than 4 inches from the wall. The item is
greater than 27 inches, and less than 80 inches
from the floor and protrudes into the primary
path of travel.

Install side extensions, modify, relocate, or
lower the item so that the leading edge
protrudes less than 4 inches from the wall, is
less than 27 inches from the floor, or more
than 80 inches from the floor.

ADA 307, 307.2,CA 11B-307.2

Install wing walls or relocate
object

Wardrobe
Fire Extinguisher 311

$640

Path Of Travel , Protruding Objects  :  Protruding Objects - Protrusion
Limit

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

06/30/2018

$0.00

Path of Travel  - Main Building , Basement :  Path Of Travel , Protruding
Objects

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335233

This element is a protruding object.

Make sure that the element is not a protruding
object.

Notes : Protrudes 8" into the path of travel.

ADA 307, 304, 204

Room 143
Time Card Station - Other

Unassigned

Reach Range   :  Reach Ranges

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

06/30/2018

$0.00

Reach Ranges  - Main Building  :  Reach Range

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 56.00 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335234

The highest point of operation for the element
is not compliant.

Make sure that the highest point of operation
is within the recommended value.

Notes : Protrudes 8" into the path of travel.

ADA 309, 304, 308, 902.4.2,CA 11B-308,CA 11B-902.4.2

Readjust element height

Room 143
Time Card Station - Other

$50

Reach Range , Element Highest Point of Operation  :  Element Highest
Point of Operation

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

06/30/2018

$0.00

Reach Ranges  - Main Building  :  Reach Range , Element Highest Point of
Operation

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331557

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

119 Stage
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334786

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

210 Office
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330222

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Balcony Seating
Push Bar / Thumb Latch

$50

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330223

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Balcony Seating
Push Bar / Thumb Latch

$100

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 56.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331553

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Control Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335242

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Entrance next to Room 129
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334791

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Hallway next to 140 Mens Dressing Room
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334826

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Hallway next to Basement
Push Bar / Thumb Latch

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331577

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Hallway next to Room 120
Push Bar / Thumb Latch

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330226

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Lobby Entrance next to Mens Restroom
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 16 of 657



Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330228

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Lobby Entrance next to Mens Restroom
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330206

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Lobby Entrance next to Womens Restroom
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330208

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Lobby Entrance next to Womens Restroom
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330245

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Main Entrance
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335237

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Mens Dressing Room
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335346

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Mens Restroom 141 - Dressing Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335393

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Mens Restroom 141 - Hallway
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334829

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Multipurpose Room
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334788

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Multipurpose Room next to 210 Office
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 11.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334793

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Shelves obstruct latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Office 126 in Hallway
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331636

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Office 221
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331637

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Office 221
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335304

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Orchestra Room
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335305

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Orchestra Room
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , Basement :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331621

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Production Control
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331579

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Right Production Booth
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335380

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Room 129 Green Room
None

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335381

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Room 129 Green Room
None

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 34 of 657



Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335386

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Room 143
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 35 of 657



Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335315

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Room 2
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , Basement :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 36 of 657



Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335246

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Room 4
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335261

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Room 4 Entrance
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334821

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Set Fabrication
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334822

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Set Fabrication
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 40 of 657



Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334811

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Set Fabrication next to Basement
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 41 of 657



Finding

On-Site Finding 40.25 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331619

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Sound Room
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 42 of 657



Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331615

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Sound Room
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331616

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Sound Room
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330224

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Sound Station Hallway - 1st Door
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334842

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Star Room, Room 129
Single Knob

$50

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334843

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Star Room, Room 129
Single Knob

$100

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 14.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343375

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Theater Director Office
Single Knob

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343376

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Theater Director Office
Single Knob

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331648

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Theater Exit - 2nd Door
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330266

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Theater Hallway - 1st Door
Push Bar / Thumb Latch

$100

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330240

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Theater Hallway - 2nd Door
Push / Pull

$50

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 52 of 657



Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330241

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Theater Hallway - 2nd Door
Push / Pull

$100

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 53 of 657



Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334782

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Theater Office Entrance, Room 129 Entrance, Star Room Entrance
Push Bar / D Handle

$75

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 54 of 657



Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334762

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Theater Offices
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334764

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Theater Offices
Push Bar / D Handle

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 56 of 657



Finding

On-Site Finding 33.25 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343221

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Ticket Office
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 57 of 657



Finding

On-Site Finding 33.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343384

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Ticket Office next to Restroom - 2nd Door
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 58 of 657



Finding

On-Site Finding 56.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331633

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Furniture obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Unisex Restroom 218 - Control Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335384

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Dressing Room
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 60 of 657



Finding

On-Site Finding 28.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335322

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Lockers obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Womens Shower in Womens Restroom 133
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 61 of 657



Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330248

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Lobby Mens Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330262

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Lobby Womens Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 63 of 657



Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335352

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Mens Restroom 141
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335353

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Mens Restroom 141
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 65 of 657



Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343255

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Ticket Booth Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 66 of 657



Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343256

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Ticket Booth Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331532

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

Notes : Lighting platform obstructs clear floor space length.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Unisex Restroom 218
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331533

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

Notes : Lighting platform obstructs clear floor space length.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Unisex Restroom 218
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 46.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331527

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

Notes : Cabinet obstructs turning space diameter.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Unisex Restroom 218

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335252

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Womens Restroom 133
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335253

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Womens Restroom 133
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334817

The pipes are not wrapped for the sink.

Insulate or otherwise configure the water
supply and drain pipes under the sink to
protect against contact. Make certain there are
no sharp or abrasive surfaces under the sink.

ADA 309, 205, 308, 228, 606.5,CA 11B-606.5

Wrap pipes

Room 129 Break Area
Sink

$149

Break Room   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Main Building  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334819

Supply lines are not wrapped for the
break/conference room sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Room 129 Break Area
Sink

$149

Break Room , Sink  :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Main Building  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343387

The pipes are not wrapped for the sink.

Insulate or Otherwise configure pipes under
the sink to protect against contact. Make
certain there are no sharp or abrasive surfaces
under the sink.

ADA 309, 205, 308, 228, 606.5, 212,CA 11B-606.5

Wrap pipes

Snack Bar

$149

Sink   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343390

Supply lines are not wrapped for the sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Snack Bar

$149

Sink   :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 74.50 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334831

The vertical clearance height is less than
required.

Provide recommended vertical clearance.

ADA 307, 307.4,CA 11B-307.4

Provide recommended
clearance

Multipurpose Room
Light

$108

Path Of Travel , Vertical Hazards  :  Protruding Objects - Vertical
Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2020

$0.00

Path of Travel  - Main Building , 2nd Floor :  Path Of Travel , Vertical
Hazards

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343320

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Left Stairs next to Theatre
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343282

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Right Stairs next to Theatre
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335337

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs in Orchestra Room
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building , Basement :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334799

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs in Set Fabrication
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334804

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs in Set Fabrication
Run 2

$1,432

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334805

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs in Set Fabrication
Run 2

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343176

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to 115 D
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343187

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to 115 D
Run 2

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334778

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to Backstage Mens Restroom
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334770

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to Backstage Mens Restroom
Run 2

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

2.00 - 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331586

The width of the striping is not compliant, does
not contrast, or is too far from the nosing.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add color slip resistant strip to
stair treads

Stairs next to Right Production Booth
Run 1

$460

Stairway , Risers Striping  :  Risers Striping Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335646

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to Room 115C
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343393

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Backstage Entrance
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.50 inches

Recommendation

2.00 - 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330232

The width of the striping is not compliant, does
not contrast, or is too far from the nosing.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add color slip resistant strip to
stair treads

Stairs to Balcony Seating
Run 1

$460

Stairway , Risers Striping  :  Risers Striping Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335287

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Main Floor
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building , Basement :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335295

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Orchestra Room
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building , Basement :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

2.00 - 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331592

The width of the striping is not compliant, does
not contrast, or is too far from the nosing.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add color slip resistant strip to
stair treads

Stairs to Production Booth
Run 1

$460

Stairway , Risers Striping  :  Risers Striping Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343312

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Room 102 Entrance
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331642

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Stage Left
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 96 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331541

There is no detectable striping on the
stairways.

Affix compliant contrasting striping to the
upper approach and each tread that is the
correct width and distance from the nosing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Stage Right
Run 1

$1,000

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Main Building  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343271

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Theatre Office
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343260

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs to Theatre Office
Run 2

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334836

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Entrance next to Loading Dock
Push Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330230

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Lobby Entrance next to Mens Restroom
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330211

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Lobby Entrance next to Womens Restroom
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334784

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Theater Office Entrance, Room 129 Entrance, Star Room Entrance
Push Side

$378

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331554

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

119 Stage

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334827

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

210 Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , 2nd Floor :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331580

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Backstage Entrance

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330220

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Balcony Seating

$316

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , 2nd Floor :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 107 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331589

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Control Room, Sound Room, Office 221

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , 2nd Floor :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343246

There is no directional signage.

Install directional signage to each accessible
element or room.

ADA 703, 216, 216.3,CA 11B-216.3, 703.5,CA 11B-703.5

Install signage

Directional Signage from the Public Right of Way

$158

Signage , Signage  :  No Directional or Information Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Exterior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334823

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Entrance next to Loading Dock

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335314

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Entrance next to Room 129

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334761

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Hallway next to Basement

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330237

There is no room signage.

Install accessible room signage.

ADA 216.2, 216.6,CA 11B-216.2,CA 11B-216.6

Install signage

Lobby Entrance

$474

Signage , Signage  :  No Accessible Element/Entrance Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330267

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Main Entrance

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335360

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Mens Dressing Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335383

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Mens Shower in Mens Restroom 141

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334813

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Multipurpose Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , 2nd Floor :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334812

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Office 126

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334794

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Office 126 in Hallway

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331555

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Production Booth

$316

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , 2nd Floor :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335283

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Room 129 Break Area

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335331

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Room 129 Green Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335312

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Room 143

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335244

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Room 2, 4, Wardrobe, Orchestra Room

$632

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building , Basement :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 124 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334814

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Set Fabrication

$474

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343379

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Snack Bar

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Box Office  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330238

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Sound Station Hallway

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334824

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Theater Office Entrance

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343340

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Ticket Office next to Restroom

$316

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Box Office  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335309

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Womens Dressing Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Main Building  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 60.75 inches

Recommendation

58.00 - 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330251

The gender use signage on the entrance door is
not mounted at the required height.

Post gender use signage on the center of the
door at the required height.

CA 11B-703.7.2.6

Install signage

Lobby Mens Restroom
Door Sign - Male

$158

Restroom , Door Signage  :  Door Signage Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 61.12 inches

Recommendation

58.00 - 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330263

The gender use signage on the entrance door is
not mounted at the required height.

Post gender use signage on the center of the
door at the required height.

CA 11B-703.7.2.6

Install signage

Lobby Womens Restroom
Door Sign - Female

$158

Restroom , Door Signage  :  Door Signage Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330255

The location of the seat cover dispenser does
not provide sufficient clear floor space.

Relocate the seat cover dispenser so it
provides sufficient clear floor space and does
not interfere with the use of a grab bar.  Make
certain that the height of all operable parts of
the seat cover dispenser is within reach range
above the finished floor.

ADA 304, 309.2, 305.1,CA 11B-603.5,CA 11B-309.2,CA 11B-305.1

Provide compliant dispenser

Lobby Womens Restroom

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Behind Toilet

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 133 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335359

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Mens Restroom 141
Entrance from Dressing Room

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335356

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Mens Restroom 141
Entrance from Dressing Room - Male

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335358

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Mens Restroom 141
Hallway Entrance

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335357

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Mens Restroom 141
Hallway Entrance - Male

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 137 of 657



Finding

On-Site Finding 43.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335348

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Mens Restroom 141
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 41.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335347

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Mens Restroom 141
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335266

The location of the seat cover dispenser does
not provide sufficient clear floor space.

Relocate the seat cover dispenser so it
provides sufficient clear floor space and does
not interfere with the use of a grab bar.  Make
certain that the height of all operable parts of
the seat cover dispenser is within reach range
above the finished floor.

Notes : Toilet paper located on the wide side of the compartment.

ADA 304, 309.2, 305.1,CA 11B-603.5,CA 11B-309.2,CA 11B-305.1

Provide compliant dispenser

Mens Restroom 141

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Behind Toilet

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 54.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335270

The height of the operable parts of the seat
cover dispenser is greater than the allowed
maximum height.

Lower the seat cover dispenser so the height
of all operable parts meets the required
accessible height.  Make certain that the
location of the seat cover dispenser does not
interfere with the use of a grab bar.

Notes : Toilet paper located on the wide side of the compartment.

ADA 309, 205, 308, 606, 308.2,CA 11B-603.5

Provide compliant dispenser

Mens Restroom 141

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343257

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Ticket Booth Unisex Restroom
Door Sign - Unisex

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Box Office  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 58.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343249

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Ticket Booth Unisex Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Box Office  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 48.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343250

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Ticket Booth Unisex Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Box Office  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343258

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Ticket Booth Unisex Restroom
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Box Office  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331534

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Unisex Restroom 218
Control Room Door Sign - Unisex

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331537

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Unisex Restroom 218
Control Room Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331535

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Unisex Restroom 218
Hallway Door Sign - Unisex

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331536

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Unisex Restroom 218
Hallway Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 52.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331528

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Unisex Restroom 218
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335258

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Womens Restroom 133
Entrance from Changing Room

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335255

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Womens Restroom 133
Entrance from Changing Room - Female

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 55.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335248

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Restroom 133
Feminine Products

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335257

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Womens Restroom 133
Hallway Entrance

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335256

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Womens Restroom 133
Hallway Entrance - Female

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Main Building  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 58.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335247

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Restroom 133
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335361

The location of the seat cover dispenser does
not provide sufficient clear floor space.

Relocate the seat cover dispenser so it
provides sufficient clear floor space and does
not interfere with the use of a grab bar.  Make
certain that the height of all operable parts of
the seat cover dispenser is within reach range
above the finished floor.

Notes : Toilet paper located on the wide side of the compartment.

ADA 304, 309.2, 305.1,CA 11B-603.5,CA 11B-309.2,CA 11B-305.1

Provide compliant dispenser

Womens Restroom 133

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Behind Toilet

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 55.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335365

The height of the operable parts of the seat
cover dispenser is greater than the allowed
maximum height.

Lower the seat cover dispenser so the height
of all operable parts meets the required
accessible height.  Make certain that the
location of the seat cover dispenser does not
interfere with the use of a grab bar.

Notes : Toilet paper located on the wide side of the compartment.

ADA 309, 205, 308, 606, 308.2,CA 11B-603.5

Provide compliant dispenser

Womens Restroom 133

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330216

There is no signage at the ticket booth counter
indicating the availability of accessible seating.

Provide compliant signage at the ticket booth
counter indicating the availability and location
of accessible seating areas.

ADA 904

Install signage

Theater
Ticket Booth

$207

Auditorium , Ticket Booth  :  Ticket Booth Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Assembly Areas  - Main Building  :  Auditorium , Ticket Booth

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330218

There is no signage notifying patrons of the
availability of Assistive Listening System at the
ticket booth.

Provide a compliant Assistive Listening
System.

ADA 904

Provide ALS

Theater
Ticket Booth

$158

Auditorium , Ticket Booth  :  Assistive Listening System

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Assembly Areas  - Main Building  :  Auditorium , Ticket Booth

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Enough Devices

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330219

There is not enough listening devices to service
a minimum of 4% of the total seating.

Provide a compliant Assistive Listening
System.

ADA 904

Provide ALS

Theater
Ticket Booth

$3,500

Auditorium , Seating  :  Not Enough Listening Devices

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2021

$0.00

Assembly Areas  - Main Building  :  Auditorium , Seating

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330212

There is no signage at the ticket counter
indicating the availability of accessible seating.

Post signage at the ticket counter indicating
the availability and location of accessible
seating areas.

ADA 221,CA 11B-221,CA 11B-216

Install signage

Theater

$207

Auditorium   :  Accessible Seating Information

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Assembly Areas  - Main Building  :  Auditorium

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 54.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334820

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Room 129 Break Area
Paper Towel

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Break/Conference Room  - Main Building  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 57.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343392

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Replace dispenser

Snack Bar
Paper Towel

$180

Sink   :  Sink

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 52.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343391

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Replace dispenser

Snack Bar
Soap

$180

Sink   :  Sink

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Missing Handrail

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343223

There is only one handrail provided.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2,CA 11B-405.8,CA 11B-505.2

Provide compliant handrail with
extensions

Ramp next to Embassy Suites
Run 1

$2,200

Ramp , Handrail  :  No Handrail

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Exterior  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343225

The diameter of the handrail is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 405, 405.8, 505.7.1,CA 11B-405.8,CA 11B-505.7

Attach pipe railing to wall

Ramp next to Embassy Suites
Run 1 Right Handrail

$2,320

Ramp , Handrail  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Exterior  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343226

There is not enough extension beyond the top
or bottom of the ramp.

The handrails shall provide extensions that are
parallel to the floor or ground surface
extending beyond the top and bottom of the
ramp and return smoothly to the post or wall.

ADA 405, 405.8, 405.9.1, 505.10.1,CA 11B-405.8,CA 11B-505.10.1

Provide compliant handrail
extensions

Ramp next to Embassy Suites
Run 1 Right Handrail

$2,400

Ramp , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Exterior  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343227

The handrail extension is not parallel to the
floor or ground surface.

The handrails shall provide extensions that are
parallel to the floor or ground surface
extending beyond the top and bottom of the
ramp and return smoothly to the post or wall.

ADA 405, 405.8, 505.10.1,CA 11B-405.8,CA 11B-505.10.1

Provide compliant handrail
extensions

Ramp next to Embassy Suites
Run 1 Right Handrail

$2,400

Ramp , Handrail  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Exterior  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 42.00 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343228

The height of the handrails on the ramp is not
within the required range above the surface of
the ramp.

Modify or replace the handrails on the ramp to
provide a gripping surface height within the
required range above the ramp surface.

ADA 405, 405.8, 505.4,CA 11B-405.8,CA 11B-505.4

Set hand-forged wrought iron
railing in concrete

Ramp next to Embassy Suites
Run 1 Right Handrail

$3,918

Ramp , Handrail  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Exterior  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434705

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Left Aisle Seating
Run 1

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434704

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Left Aisle Seating
Run 2

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434706

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Left Aisle Seating
Run 3

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434707

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Right Aisle Seating
Run 1

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434708

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Right Aisle Seating
Run 2

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434709

There are no handrails.

Provide compliant handrails on each side.

ADA 405, 405.8, 505.2

Provide compliant handrail with
extensions

Ramp next to Right Aisle Seating
Run 3

$2,200

Ramp , Handrail  :  No Handrails

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Ramps  - Main Building  :  Ramp , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343325

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343326

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343327

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343328

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343329

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343330

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343331

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343332

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.25 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343333

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 185 of 657



Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343334

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343335

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343336

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343337

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343321

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343322

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343323

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Left Stairs next to Theatre
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343324

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Left Stairs next to Theatre
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343286

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Right Stairs next to Theatre
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 194 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343287

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343288

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343289

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Right Stairs next to Theatre
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343290

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Right Stairs next to Theatre
Run 1 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343283

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Right Stairs next to Theatre
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343284

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 200 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343285

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343291

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Right Stairs next to Theatre
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 202 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343292

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343293

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Right Stairs next to Theatre
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343294

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Right Stairs next to Theatre
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335338

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs in Orchestra Room
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335339

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Orchestra Room
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335340

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Orchestra Room
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 30.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335341

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs in Orchestra Room
Run 1 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335342

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs in Orchestra Room
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335343

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Orchestra Room
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335344

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Orchestra Room
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 30.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335345

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs in Orchestra Room
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 213 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334802

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334803

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334800

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334801

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334806

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 2 Left Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334807

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 2 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334808

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 2 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334809

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs in Set Fabrication
Run 2 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343177

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to 115 D
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343178

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343179

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Left Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343180

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Left Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.75 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343181

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to 115 D
Run 1 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343182

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to 115 D
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343183

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343184

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Right Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343185

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 1 Right Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343186

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to 115 D
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343193

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to 115 D
Run 2 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343194

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343195

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Left Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Disability Access Consultants (DAC) 1-800-743-7067 Page 234 of 657



Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343196

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Left Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 33.75 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343197

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to 115 D
Run 2 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343188

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to 115 D
Run 2 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343189

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343190

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Right Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343191

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to 115 D
Run 2 Right Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343192

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to 115 D
Run 2 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334774

There is no handrail provided on one side of
the stairway.

Provide compliant handrails on the stairway.

ADA 504,CA 11B-504.6,CA 11B-505.2

Add compliant handrail

Stairs next to Backstage Mens Restroom
Run 1

$1,528

Stairway , Handrails  :  No Handrail on One Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334779

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Backstage Mens Restroom
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334780

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Backstage Mens Restroom
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 32.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334781

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to Backstage Mens Restroom
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334766

There is no handrail provided on one side of
the stairway.

Provide compliant handrails on the stairway.

ADA 504,CA 11B-504.6,CA 11B-505.2

Add compliant handrail

Stairs next to Backstage Mens Restroom
Run 2

$1,528

Stairway , Handrails  :  No Handrail on One Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334771

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Backstage Mens Restroom
Run 2 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334772

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Backstage Mens Restroom
Run 2 Right Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.00 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334773

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to Backstage Mens Restroom
Run 2 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343357

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343358

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343359

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343349

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343350

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343351

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343352

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343361

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343362

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343363

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343364

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343365

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343366

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343367

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343368

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343369

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Middle Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343370

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343371

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343372

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Middle Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343353

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Box Office
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343354

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 270 of 657



Finding

On-Site Finding 6.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343355

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343356

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331583

There is no handrail provided on one side of
the stairway.

Provide compliant handrails on the stairway.

ADA 504,CA 11B-504.6,CA 11B-505.2

Add compliant handrail

Stairs next to Right Production Booth
Run 1

$3,056

Stairway , Handrails  :  No Handrail on One Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331587

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Right Production Booth
Run 1 Right Handrail

$2,850

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 274 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331588

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Right Production Booth
Run 1 Right Handrail

$2,850

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335651

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Room 115C
Run 1 Left Handrail

$6,960

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335652

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Left Handrail

$2,400

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335653

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Left Handrail

$4,275

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335654

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Left Handrail

$1,881

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 33.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335655

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs next to Room 115C
Run 1 Left Handrail

$4,584

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335647

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs next to Room 115C
Run 1 Right Handrail

$6,960

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335648

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Right Handrail

$2,400

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335649

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Right Handrail

$4,275

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335650

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs next to Room 115C
Run 1 Right Handrail

$1,881

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343394

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Backstage Entrance
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343395

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Backstage Entrance
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 286 of 657



Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343396

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Backstage Entrance
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343397

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Backstage Entrance
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343398

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Backstage Entrance
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330235

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Balcony Seating
Run 1 Left Handrail

$1,600

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330236

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Balcony Seating
Run 1 Left Handrail

$2,850

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330233

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Balcony Seating
Run 1 Right Handrail

$1,600

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330234

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Balcony Seating
Run 1 Right Handrail

$2,850

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335288

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Main Floor
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335289

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Main Floor
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335290

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Main Floor
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 296 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335291

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Main Floor
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Disability Access Consultants (DAC) 1-800-743-7067 Page 297 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335296

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335297

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335298

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335299

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335300

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335301

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Orchestra Room
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , Basement :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331593

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Production Booth
Run 1 Right Handrail

$4,640

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Interrupted

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331594

The gripping surface of the handrail is
interrupted.

Remount the handrails so they are not
interrupted.  Otherwise, replace the handrails
with ones that provide a smooth,
uninterrupted gripping surface.

ADA 504, 505.6, 504.6

Add compliant handrail

Stairs to Production Booth
Run 1 Right Handrail

$3,680

Stairway , Handrails  :  Handrail Interrupted

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 2.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331595

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Production Booth
Run 1 Right Handrail

$1,600

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331596

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Production Booth
Run 1 Right Handrail

$1,600

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331597

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Production Booth
Run 1 Right Handrail

$2,850

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331598

The handrail extension is not parallel with the
floor surface at the bottom landing.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Production Booth
Run 1 Right Handrail

$1,254

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331599

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Production Booth
Run 1 Right Handrail

$1,254

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.00 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331600

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Production Booth
Run 1 Right Handrail

$3,056

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343313

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Room 102 Entrance
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343314

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Room 102 Entrance
Run 1 Left Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343315

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Room 102 Entrance
Run 1 Left Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343316

There are no top handrail extensions provided
on the stairway.

Install handrail extension to the top of the
handrail that extends beyond the top riser and
is parallel to the floor surface at the top
landing.

ADA 504, 505.10.1, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Room 102 Entrance
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Top Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343317

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Room 102 Entrance
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Near Wall

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343318

The surface texture of the wall adjacent to the
handrail is sharp and abrasive.

Modify the surface texture on the wall adjacent
to the handrail so that the surface is smooth.

ADA 505, 505.8, 504.6

Attach pipe railing to wall

Stairs to Room 102 Entrance
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Near Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.00 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343319

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Room 102 Entrance
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331643

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Stage Left
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331644

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Stage Left
Run 1 Left Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 320 of 657



Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331645

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Stage Left
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331646

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Stage Left
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331647

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Stage Left
Run 1 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331542

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Stage Right
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331543

There are no bottom handrail extensions
provided.

Install handrail extension to the bottom of the
handrail that extends beyond the bottom riser
at least one tread depth.

ADA 504, 505.10.3, 504.6,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Stage Right
Run 1 Right Handrail

$1,425

Stairway , Handrails  :  No Bottom Handrail Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331544

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Stage Right
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331545

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Stage Right
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 327 of 657



Finding

On-Site Finding 32.00 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331546

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Stage Right
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Main Building  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 328 of 657



Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343272

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Theatre Office
Run 1 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343273

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343274

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Left Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343275

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Left Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 32.25 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343276

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Theatre Office
Run 1 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 333 of 657



Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343277

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Theatre Office
Run 1 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343278

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343279

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Right Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343280

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 1 Right Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 337 of 657



Finding

On-Site Finding 32.50 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343281

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Theatre Office
Run 1 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343261

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Theatre Office
Run 2 Left Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343262

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343263

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Left Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343264

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Left Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.62 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343265

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Theatre Office
Run 2 Left Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

1.25 - 2.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343266

The diameter of the handrails is not within the
required range.

Replace the handrails on each side to provide a
smooth and continuous gripping surface
diameter within the required range.

ADA 505, 504.6, 505.7.1,CA 11B-505.7

Attach pipe railing to wall

Stairs to Theatre Office
Run 2 Right Handrail

$2,320

Stairway , Handrails  :  Handrail Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343267

The top handrail extension is not the required
length beyond the top riser.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Right Handrail

$800

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343268

The bottom handrail does not extend the depth
of one stair tread beyond the bottom step.

Provide a compliant handrail extension.

ADA 504, 505.10.3, 505.10.3,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Right Handrail

$1,425

Stairway , Handrail  :  Handrail Bottom Extension

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrail

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343269

The handrail extension is not the required
length.

Install a compliant extension to the handrail.

ADA 504,CA 11B-505.10.3

Add compliant extension to
existing railing

Stairs to Theatre Office
Run 2 Right Handrail

$627

Stairway , Handrails  :  Handrail Extension Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 32.75 inches

Recommendation

34.00 - 38.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343270

The handrails are not mounted at the required
height.

Provide handrails on the stairway at the
required height.

ADA 504, 504.6, 505.4,CA 11B-504.6,CA 11B-505

Add compliant handrail

Stairs to Theatre Office
Run 2 Right Handrail

$1,528

Stairway , Handrails  :  Handrail Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Disability Access Consultants (DAC) 1-800-743-7067 Page 348 of 657



Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331556

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

119 Stage
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334785

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

210 Office
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331559

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Backstage Entrance
Push Bar / Thumb Latch

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331650

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Backstage Left, Backstage Right
Single Knob

$1,600

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330221

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Balcony Seating
Push Bar / Thumb Latch

$1,600

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331552

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Control Room
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343338

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Courtyard Gate
Push Bar Only

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Exterior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343339

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Courtyard Gate
Push Bar Only

$2,000

Door , Hardware  :  Bottom Door Panel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Exterior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335243

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Entrance next to Room 129

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 64.25 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343216

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Gate next to Backstage Entrance
Lever

$560

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Exterior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343217

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Gate next to Backstage Entrance
Lever

$4,000

Door , Hardware  :  Bottom Door Panel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Exterior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343341

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Gate next to Snack Bar
Push / Pull

$2,000

Door , Hardware  :  Bottom Door Panel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 360 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343173

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Gate next to Ticket Office
Push / Pull

$2,000

Door , Hardware  :  Bottom Door Panel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.00 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334790

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Hallway next to 140 Mens Dressing Room

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334825

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Hallway next to Basement
Push Bar / Thumb Latch

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331576

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Hallway next to Room 120
Push Bar / Thumb Latch

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.50 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330227

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Lobby Entrance next to Mens Restroom

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.87 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330229

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Lobby Entrance next to Mens Restroom

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.50 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330207

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Lobby Entrance next to Womens Restroom

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330209

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Lobby Entrance next to Womens Restroom

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335392

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Mens Restroom 141 - Hallway
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334828

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Multipurpose Room
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334787

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Multipurpose Room next to 210 Office
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334795

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Office 126
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334792

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Office 126 in Hallway
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331635

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Office 221
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335303

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Orchestra Room
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331620

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Production Control
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331578

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Right Production Booth
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335324

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Room 129 Break Area
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 48.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335325

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Room 129 Break Area
Single Knob

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335379

Door hardware broken or missing.

Provide compliant accessible door hardware.

ADA 404.2.7,CA 11B-404.2.7

Provide door hardware

Room 129 Green Room
None

$340

Door , Hardware  :  No Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335260

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Room 4 Entrance
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334838

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Set Fabrication Entrance
Push Bar / Thumb Latch

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343303

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Snack Bar
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331614

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Sound Room
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330225

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Sound Station Hallway - 1st Door
Lever

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330205

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Sound Station Hallway - 2nd Door
Push Bar / Thumb Latch

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334841

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Star Room, Room 129
Single Knob

$1,600

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343374

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Theater Director Office
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330265

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Theater Hallway - 1st Door
Push Bar / Thumb Latch

$1,600

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343199

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Ticket Booth Unisex Restroom
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 45.50 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343200

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Ticket Booth Unisex Restroom
Single Knob

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Box Office  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343201

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Ticket Booth Unisex Restroom
Single Knob

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Box Office  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331632

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Unisex Restroom 218 - Control Room
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331548

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Unisex Restroom 218 - Hallway
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , 2nd Floor :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335236

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Wardrobe
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building , Basement :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335388

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Womens Restroom 133 - Hallway
Single Knob

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 37.75 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330250

There is less than the required clear floor space
provided in front of the urinal in the restroom
to allow an accessible forward approach.

Provide the required minimum clear floor
space in front of the urinal designated to be
accessible in the restroom, for a forward
approach.

ADA 605, 605.3, 305.3,CA 11B-605.3,CA 11B-305.3

Modify fixture

Lobby Mens Restroom

$1,707

Restroom , Urinal  :  Urinal Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Urinal

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330268

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Lobby Mens Restroom

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330257

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Lobby Womens Restroom

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding No Alternate Compartment

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330259

There are 6 or more compartments located in
the multiple accommodation restroom.

Create an accessible 36-inch wide alternate
compartment in addition to the required
accessible standard compartment in the
multiple accommodation restroom.  The
accessible 36-inch wide alternate compartment
shall include an outward swinging, self-closing
door and parallel side grab bars and shall
provide at least 66 inches in length for a
compartment with a wall-mounted toilet or at
least 69 inches in length for a compartment
with a floor-mounted toilet.

ADA 213, 604, 213.3.1

Add new toilet partition with 36
inch door

Lobby Womens Restroom

$4,000

Restroom , Restroom  :  Required Alternate Stall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 16.75 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335273

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Mens Restroom 141

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.75 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335274

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Mens Restroom 141

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not on both sides.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335275

The door to the compartment does not have an
accessible handle on both sides.

Provide an accessible handle mounted on the
door of the compartment near the latch.

ADA 404, 213, 604, 604.8.1.2, 604.8,CA 11B-404.2.7,CA 11B-
604.8.1.2

Install accessible handle on
stall door

Mens Restroom 141

$250

Restroom , Compartment Door  :  Compartment Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 403 of 657



Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335279

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Mens Restroom 141

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335280

The inside handle is not located near the latch.

Adjust the inside handle so that it is located
near the latch.

ADA 404, 213, 604, 604.8.1.2,CA 11B-404.2.7,CA 11B-604.8.1.2

Adjust handle

Mens Restroom 141

$129

Restroom   :  Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335281

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 604.8.1.2, 604.8.2.2, 404.2.4.1,CA 11B-604.8.1.2,CA 11B-
404

Provide clearance

Mens Restroom 141

$2,200

Restroom   :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 52.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335354

The bottom edge of the reflective surface of
the mirror is not at the correct height.

Lower the mirror so the bottom edge of the
reflective surface is no higher than
recommended above the finished floor.

ADA 603, 213, 603.3,CA 11B-603.3

Lower mirror

Mens Restroom 141

$300

Restroom , Mirror  :  Mirror Bottom Edge Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Mirror

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335267

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Mens Restroom 141

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 33.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335268

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Mens Restroom 141

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 55.75 inches

Recommendation

At least 59.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335269

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Mens Restroom 141

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335271

There are no grab bars.

Install the required grab bars in the toilet
compartment.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 609, 604.5,CA 11B-604.5

Provide compliant grab bar

Mens Restroom 141

$267

Restroom , Grab Bars  :  No Grab Bars

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.37 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343234

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Ticket Booth Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Box Office  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 37.50 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343235

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Ticket Booth Unisex Restroom

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Box Office  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.00 inches

Recommendation

7.00 - 9.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343236

The location of the toilet paper dispenser is not
within the required distance from the front
edge of the toilet seat.

Remount the toilet paper dispenser so it is
within the required distance from the front
edge of the toilet seat.  Toilet paper dispensers
must allow continuous paper flow and shall not
interfere with the use of the side grab bar.

ADA 603, 604.7,CA 11B-604.7,CA 11B-309.4

Provide compliant dispenser

Ticket Booth Unisex Restroom

$277

Restroom , Toilet Compartment  :  Toilet Paper Dispenser Distance
From Seat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Box Office  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343230

There are no grab bars.

Install the required grab bars in the toilet
compartment.

ADA 603, 609, 604.5,CA 11B-604.5

Provide compliant grab bar

Ticket Booth Unisex Restroom

$267

Restroom , Grab Bars  :  No Grab Bars

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Box Office  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343247

The restroom door does not provide a
compliant privacy lock with occupancy
indicator.

Install a compliant privacy lock with occupancy
indicator to the door.

ADA 213, 213.2.1,CA 11B-213.2.1

Replace existing lock set with
lever handled lock set

Ticket Booth Unisex Restroom

$804

Restroom   :  No Door Privacy Lock and Occupied Indicator

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Box Office  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 20.25 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331629

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Unisex Restroom 218

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 16.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331630

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Unisex Restroom 218

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331526

The restroom door does not provide a
compliant privacy lock with occupancy
indicator.

Install a compliant privacy lock with occupancy
indicator to the door.

Notes : Cabinet obstructs turning space diameter.

ADA 213, 213.2.1,CA 11B-213.2.1

Replace existing lock set with
lever handled lock set

Unisex Restroom 218

$804

Restroom   :  No Door Privacy Lock and Occupied Indicator

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331624

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

Notes : Lighting platform obstructs clear floor space length.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Unisex Restroom 218

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331626

There are no grab bars.

Install the required grab bars in the toilet
compartment.

Notes : Lighting platform obstructs clear floor space length.

ADA 603, 609, 604.5,CA 11B-604.5

Provide compliant grab bar

Unisex Restroom 218

$267

Restroom , Grab Bars  :  No Grab Bars

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 48.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335254

The bottom edge of the reflective surface of
the mirror is not at the correct height.

Lower the mirror so the bottom edge of the
reflective surface is no higher than
recommended above the finished floor.

ADA 603, 213, 603.3,CA 11B-603.3

Lower mirror

Womens Restroom 133

$300

Restroom , Mirror  :  Mirror Bottom Edge Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Mirror

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 17.25 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335369

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Womens Restroom 133

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 26.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335370

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Womens Restroom 133

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not on both sides.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335371

The door to the compartment does not have an
accessible handle on both sides.

Provide an accessible handle mounted on the
door of the compartment near the latch.

ADA 404, 213, 604, 604.8.1.2, 604.8,CA 11B-404.2.7,CA 11B-
604.8.1.2

Install accessible handle on
stall door

Womens Restroom 133

$250

Restroom , Compartment Door  :  Compartment Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335375

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Womens Restroom 133

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335376

The inside handle is not located near the latch.

Adjust the inside handle so that it is located
near the latch.

ADA 404, 213, 604, 604.8.1.2,CA 11B-404.2.7,CA 11B-604.8.1.2

Adjust handle

Womens Restroom 133

$129

Restroom   :  Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 5.37 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335377

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 604.8.1.2, 604.8.2.2, 404.2.4.1,CA 11B-604.8.1.2,CA 11B-
404

Provide clearance

Womens Restroom 133

$2,200

Restroom   :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335362

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Womens Restroom 133

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 35.25 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335363

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Womens Restroom 133

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 55.50 inches

Recommendation

At least 59.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335364

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Womens Restroom 133

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335366

There are no grab bars.

Install the required grab bars in the toilet
compartment.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 609, 604.5,CA 11B-604.5

Provide compliant grab bar

Womens Restroom 133

$267

Restroom , Grab Bars  :  No Grab Bars

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Main Building  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343212

The curb ramp does not provide a detectable
warning surface which includes truncated
domes.

Provide compliant detectable warnings to
surface.

CA 11B-406.5.12

Provide detectable warning to
surface

Curb Ramp next to Box Office Stairs

$248

Curb Ramp   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 11.70 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343213

The running slope is greater than allowed.

Provide a compliant curb ramp.

ADA 406, 406.1, 405.2,CA 11B-406

Install curb ramp

Curb Ramp next to Box Office Stairs

$1,300

Curb Ramp   :  Curb Ramp Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343214

The cross slope is greater than allowed.

Provide a compliant curb ramp.

ADA 402, 406.1, 405.3,CA 11B-406.5.7

Install curb ramp

Curb Ramp next to Box Office Stairs

$1,300

Curb Ramp   :  Curb Ramp - Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 14.30 percent

Recommendation

Up to 10.00 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343215

The slope of the curb ramp side flare is greater
than allowed.

Provide curb ramp side flares with a compliant
slope.

ADA 406, 406.3,CA 11B-406.2.2

Install flared sides

Curb Ramp next to Box Office Stairs

$1,300

Curb Ramp   :  Side Flare Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343205

The curb ramp does not provide a detectable
warning surface which includes truncated
domes.

Provide compliant detectable warnings to
surface.

CA 11B-406.5.12

Provide detectable warning to
surface

Curb Ramp next to Courtyard Gate

$248

Curb Ramp   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 10.10 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343206

The running slope is greater than allowed.

Provide a compliant curb ramp.

ADA 406, 406.1, 405.2,CA 11B-406

Install curb ramp

Curb Ramp next to Courtyard Gate

$1,300

Curb Ramp   :  Curb Ramp Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 15.60 percent

Recommendation

Up to 10.00 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343207

The slope of the curb ramp side flare is greater
than allowed.

Provide curb ramp side flares with a compliant
slope.

ADA 406, 406.3,CA 11B-406.2.2

Install flared sides

Curb Ramp next to Courtyard Gate

$1,300

Curb Ramp   :  Side Flare Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Beveled

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343208

The transition from the bottom of the curb
ramp to the walk, gutter, or street is abrupt.

Patch the transition area at the bottom of the
curb ramp so that the transition is flush and
free of abrupt changes.

ADA 302, 406.2

Patch lip at curb ramp

Curb Ramp next to Courtyard Gate
Bottom Landing

$255

Curb Ramp , Landings and Transitions  :  Bottom Landing Change in
Level - Curb Ramps

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp , Landings and Transitions

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 36.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343209

There is not enough top landing clear length.

Provide a level top landing with enough clear
length.

ADA 406, 406.4,CA 11B-406.5.3

Provide compliant landing

Curb Ramp next to Courtyard Gate
Top Landing

$240

Curb Ramp , Landings and Transitions  :  Top Landing Clear Length -
Landings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Curb Ramps  - Exterior  :  Curb Ramp , Landings and Transitions

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.80 percent for 110.00 feet

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343380

There are cross slopes greater than allowed on
the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3

Install pathway

Sidewalk from Brookshire Avenue to Box Office
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Curb Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343211

There is a curb on the designated path of
travel.

Provide a compliant curb ramp.

ADA 402, 206, 302, 303, 406, 403.4, 303.4

Install curb ramp

Sidewalk from Brookshire Avenue to Performers Entrance
Curb

$2,500

Path Of Travel , Walking Surfaces  :  Curb is on The Path of Travel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Dirt, Grass or Gravel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343210

The path of travel is grass, dirt, or gravel,
preventing access to individuals with mobility
impairments.

Provide an accessible route.

ADA 302, 303, 403.2,CA 11B-302.1,CA 11B-403.2

Install pathway

Sidewalk from Brookshire Avenue to Performers Entrance
Exterior Walkway

$1,840

Path Of Travel , Walking Surfaces  :  Noncompliant Surface

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 9.50 percent for 40.00 feet

Recommendation

Up to 5.00 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343299

There are slopes greater than allowed
maximum slope on the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3,CA 11B-402

Install pathway

Sidewalk from Brookshire Avenue to Performers Entrance - Continued
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 3.50 percent for 12.00 feet

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343300

There are cross slopes greater than allowed on
the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3

Install pathway

Sidewalk from Brookshire Avenue to Performers Entrance - Continued
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 9.80 percent

Recommendation

Up to 5.00 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335302

There are slopes greater than allowed
maximum slope on the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3,CA 11B-402

Install pathway

Sidewalk from Gate next to Library to Box Office
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 3.20 percent for 50.00 feet

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335327

There are cross slopes greater than allowed on
the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3

Install pathway

Sidewalk from Room 129 Entrance to Box Office
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 3.20 percent for 150.00 feet

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335395

There are cross slopes greater than allowed on
the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3

Install pathway

Sidewalk next to Main Entrance
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.80 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334837

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Entrance next to Loading Dock
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 3.60 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343344

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Gate next to Snack Bar
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.10 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343343

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Gate next to Snack Bar
Push Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.10 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343175

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Gate next to Ticket Office
Push Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 3.50 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330244

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Main Entrance

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 0.75 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330246

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Main Entrance

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Main Building  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.50 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330247

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Main Entrance
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 38.50 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331649

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Theater Exit - 2nd Door
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 15.00 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334832

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain next to Freight Elevator

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Main Building  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 11.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334833

Drinking fountain does not provide a required
fountain depth.

Install a drinking fountain the meets the
required minimum depth.

ADA 305, 306, 211, 602,CA 11B-602.8

Install new wall-mounted
fountain

Drinking Fountain next to Freight Elevator

$2,500

Drinking Fountain   :  Fountain Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Main Building  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 26.37 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330253

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain next to Lobby Womens Restroom

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Main Building  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Fountain Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343241

The provided drinking fountain is not a Hi-Low
fountain.

Replace the drinking fountain with a compliant
Hi-Low fountain.

Notes : Not operational at time of inspection.

ADA 305, 602, 211.2,CA 11B-211.2,CA 11B-602

Install new high/low fountain

Drinking Fountain next to Ticket Office

$2,500

Drinking Fountain   :  Fountain Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Box Office  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343242

The drinking fountain is a protruding object.

Make sure that the fountain is not a protruding
object.

Notes : Not operational at time of inspection.

ADA 305, 306, 211, 602, 307.2,CA 11B-602,CA 11B-307.2

Modify fountain

Drinking Fountain next to Ticket Office

$550

Drinking Fountains   :  Protruding Object

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Box Office  :  Drinking Fountains

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 38.00 inches

Recommendation

Up to 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343243

The spout outlet height is greater than
required.

Provide a spout outlet that does not exceed
the required height.

Notes : Not operational at time of inspection.

ADA 211, 602, 602.4,CA 11B-602.4

Install new wall-mounted
fountain

Drinking Fountain next to Ticket Office

$627

Drinking Fountain   :  Spout Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Box Office  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 0.00 inches

Recommendation

At least 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343244

The height of the water stream is less than
required.

Insure that the spout directs the water flow to
the required height and in a trajectory that is
parallel or nearly parallel to the front of the
drinking fountain.

Notes : Not operational at time of inspection.

ADA 211, 602, 602.6,CA 11B-211,CA 11B-602

Install new high/low fountain

Drinking Fountain next to Ticket Office

$2,500

Drinking Fountain   :  Stream Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Box Office  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343245

The drinking fountain is not set entirely in an
alcove.

If the drinking fountain is not set in an alcove
it shall provide a side rail or wing wall next to
each side of the fountain to prevent it from
protruding into the primary path of travel.

Notes : Not operational at time of inspection.

ADA 307.2, 602.1,CA 11B-602.9

Install wing walls or relocate
object

Drinking Fountain next to Ticket Office

$640

Drinking Fountain   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Box Office  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330213

Stairs connect the front of the stage in the
theater/auditorium/performing arts center to
the audience seating area, the stage is not
accessible from a back entrance/ramp/hallway.

Provide a vertical platform lift or other means
of vertical access between the level floor
seating area and the stage.  It is imperative as
an ADA mandate to provide access to the
stage for individuals with mobility impairments
who need use of the stage for all programs,
services and activities.

ADA 206, 221, 802,CA 11B-206.2.6

Install interior unenclosed lift

Theater

$8,210

Auditorium   :  Access to Performing Area

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Assembly Areas  - Main Building  :  Auditorium

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330214

Wheelchair Locations are not dispersed among
other seating.

Disperse the Wheelchairs among other seating

ADA 225, 802

Requires assembly or design

Theater

$1,840

Auditorium , Wheelchair Locations  :  Wheelchair Location

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Assembly Areas  - Main Building  :  Auditorium , Wheelchair Locations

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

At least 8.00 seatsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330215

There are not enough accessible seats at the
location with respect to the total number of
seats available.

Provide compliant accessible seating at the
location.

ADA 221.2, 802.1,CA 11B-221.2,CA 11B-802.1

Requires re-design

Theater

$600

Assembly Area   :  Less Than Minimum Required Accessible Seats

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Assembly Areas  - Main Building  :  Assembly Area

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.70 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335656

Clear floor space slope is not compliant for the
bench.

Provide compliant clear floor space at the
bench.

ADA 305, 903.2,CA 11B-903.2

Benches in Courtyard

$1,840

Bench   :  Clear Floor Space Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Benches  - Exterior  :  Bench

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 66.00 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330252

The vertical clearance height is less than
required.

Provide recommended vertical clearance.

ADA 307, 307.4,CA 11B-307.4

Provide recommended
clearance

Lobby
Stairway

$108

Path Of Travel , Vertical Hazards  :  Protruding Objects - Vertical
Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Path of Travel  - Main Building  :  Path Of Travel , Vertical Hazards

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 75.00 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335311

The vertical clearance height is less than
required.

Provide recommended vertical clearance.

ADA 307, 307.4,CA 11B-307.4

Provide recommended
clearance

Room 2
HVAC Unit

$108

Path Of Travel , Vertical Hazards  :  Protruding Objects - Vertical
Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Path of Travel  - Main Building , Basement :  Path Of Travel , Vertical
Hazards

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 5.25 inches

Recommendation

At least 6.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335310

The curb height is not compliant.

Provide a curb with a compliant height.

CA 11B-303.5

Room 2
Paint Run Off Ditch

$1,088

Path Of Travel , Drop Offs  :  Curb Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Path of Travel  - Main Building , Basement :  Path Of Travel , Drop Offs

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343222

The ramp run does not provide adequate edge
protection to prevent individuals from slipping
off the ramp.

Install compliant edge protection on each side
of the ramp run.

ADA 405, 405.9,CA 11B-405.9

Install edge protection on ramp

Ramp next to Embassy Suites
Run 1

$470

Ramp , Ramp Run  :  Ramp Run Edge Protection

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Exterior  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 5.70 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343224

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Embassy Suites
Run 1 Top Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Exterior  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 37.00 inches

Recommendation

At least 72.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331570

The length of the bottom landing does not
meet the required minimum length.

Modify or replace the bottom landing to
provide the required minimum length and
width.

ADA 405, 405.7.3,CA 11B-405.7.3.1

Modify ramp landing

Ramp next to Left Aisle Seating
Run 1 Bottom Landing

$2,872

Ramp , Landing  :  Bottom Landing Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.50 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331571

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Left Aisle Seating
Run 1 Bottom Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 9.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331572

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Left Aisle Seating
Run 1 Intermediate Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 13.80 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331564

The slope of the ramp is greater than the
allowed slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 405, 405.2,CA 11B-405.2

Correct ramp slope

Ramp next to Left Aisle Seating
Run 2

$3,600

Ramp , Ramp Run  :  Ramp Run Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.70 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331565

The cross slope of the ramp is greater than the
allowed cross slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 403, 405.3,CA 11B-405.3

Correct ramp slope

Ramp next to Left Aisle Seating
Run 2

$3,600

Ramp , Ramp Run  :  Ramp Run Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 9.10 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331567

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Left Aisle Seating
Run 2 Intermediate Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 15.80 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331573

The slope of the ramp is greater than the
allowed slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 405, 405.2,CA 11B-405.2

Correct ramp slope

Ramp next to Left Aisle Seating
Run 3

$3,600

Ramp , Ramp Run  :  Ramp Run Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 4.20 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331575

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Left Aisle Seating
Run 3 Top Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 2.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331602

The cross slope of the ramp is greater than the
allowed cross slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 403, 405.3,CA 11B-405.3

Correct ramp slope

Ramp next to Right Aisle Seating
Run 1

$3,600

Ramp , Ramp Run  :  Ramp Run Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 37.00 inches

Recommendation

At least 72.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331604

The length of the bottom landing does not
meet the required minimum length.

Modify or replace the bottom landing to
provide the required minimum length and
width.

ADA 405, 405.7.3,CA 11B-405.7.3.1

Modify ramp landing

Ramp next to Right Aisle Seating
Run 1 Bottom Landing

$2,872

Ramp , Landing  :  Bottom Landing Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 7.20 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331605

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Right Aisle Seating
Run 1 Intermediate Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 14.00 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331606

The slope of the ramp is greater than the
allowed slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 405, 405.2,CA 11B-405.2

Correct ramp slope

Ramp next to Right Aisle Seating
Run 2

$3,600

Ramp , Ramp Run  :  Ramp Run Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331607

The cross slope of the ramp is greater than the
allowed cross slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 403, 405.3,CA 11B-405.3

Correct ramp slope

Ramp next to Right Aisle Seating
Run 2

$3,600

Ramp , Ramp Run  :  Ramp Run Cross Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.00 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331609

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Right Aisle Seating
Run 2 Intermediate Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 14.80 percent

Recommendation

Up to 8.33 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331610

The slope of the ramp is greater than the
allowed slope.

Modify the run of the ramp to provide the
required slope and cross slope.

ADA 405, 405.2,CA 11B-405.2

Correct ramp slope

Ramp next to Right Aisle Seating
Run 3

$3,600

Ramp , Ramp Run  :  Ramp Run Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Ramp Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.50 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331612

The slope of the landing is greater than
required.

Modify the landing to create a slope in any
direction not exceeding the required maximum
value.

ADA 402, 405.7.1,CA 11B-405.7.1

Modify ramp landing

Ramp next to Right Aisle Seating
Run 3 Top Landing

$2,872

Ramp , Landing  :  Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Ramps  - Main Building  :  Ramp , Landing

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 30.00 inches

Recommendation

At least 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335333

The width of the stairway does not meet the
minimum required width.

Install a stairway with a minimum width as
required.

ADA 210, 504,CA 11B-1009.1,CA 11B-210,CA 11B-504

Modify width

Stairs in Orchestra Room
Run 1

$4,816

Stairway , Run  :  Stair Run Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway , Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 74.00 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335334

Stair run vertical clearance height is not
compliant.

Provide compliant vertical clearance for the
stair run.

ADA 307.4,CA 11B-307.4

Stairs in Orchestra Room
Run 1

Unassigned

Stairway , Stair Run  :  Vertical Clearance Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway , Stair Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.50 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335335

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs in Orchestra Room
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Closed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335336

The risers on the stairway are open.

Close the riser openings on the stairway.  Open
risers are not permitted.

ADA 504, 504.3,CA 11B-504.3

Close risers

Stairs in Orchestra Room
Run 1

$480

Stairway , Risers  :  Risers Not Closed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335332

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs in Orchestra Room

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334798

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs in Set Fabrication
Run 1

$1,432

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334797

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs in Set Fabrication

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334775

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs next to Backstage Mens Restroom
Run 1

$1,432

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.75 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334776

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs next to Backstage Mens Restroom
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Closed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334777

The risers on the stairway are open.

Close the riser openings on the stairway.  Open
risers are not permitted.

ADA 504, 504.3,CA 11B-504.3

Close risers

Stairs next to Backstage Mens Restroom
Run 1

$480

Stairway , Risers  :  Risers Not Closed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334767

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs next to Backstage Mens Restroom
Run 2

$1,432

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.75 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334768

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs next to Backstage Mens Restroom
Run 2

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Closed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334769

The risers on the stairway are open.

Close the riser openings on the stairway.  Open
risers are not permitted.

ADA 504, 504.3,CA 11B-504.3

Close risers

Stairs next to Backstage Mens Restroom
Run 2

$480

Stairway , Risers  :  Risers Not Closed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334765

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs next to Backstage Mens Restroom

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343348

There is no detectable striping on each tread of
the exterior stairway.

Affix detectable contrasting striping to each
tread of the stairway that clearly contrasts in
color from the tread and is at least 2 inches in
width placed no more than 1 inch from the
tread nose or landing.

ADA 504,CA 11B-504.4.1

Add non-slip surface to stair
tread

Stairs next to Box Office
Run 1

$944

Stairway , Risers Striping  :  No Riser Striping

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Exterior  :  Stairway , Risers Striping

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Parallel

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343360

The top handrail extension of the stairway is
not parallel with the floor surface at the top
landing.

Install a compliant handrail extension to the
top of the handrail that extends beyond the
top riser and is parallel to the floor surface of
the landing.

ADA 504, 504.6, 505.10.2,CA 11B-505.10.2

Add compliant extension to
existing railing

Stairs next to Box Office
Run 1 Left Handrail

$800

Stairway , Handrails  :  Handrail Extension not Parallel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2027

$0.00

Stairs  - Exterior  :  Stairway , Handrails

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 40.00 inches

Recommendation

At least 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331582

The width of the stairway does not meet the
minimum required width.

Install a stairway with a minimum width as
required.

ADA 210, 504,CA 11B-1009.1,CA 11B-210,CA 11B-504

Modify width

Stairs next to Right Production Booth
Run 1

$9,632

Stairway , Run  :  Stair Run Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.25 inches

Recommendation

At least 11.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331584

The treads do not have a compliant depth.

Modify or replace the stairs to provide
compliant treads.

ADA 504, 504.2,CA 11B-504.2

Install stairway

Stairs next to Right Production Booth
Run 1

$17,040

Stairway , Risers  :  Riser Tread Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.50 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331585

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs next to Right Production Booth
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331581

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs next to Right Production Booth

$9,632

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330231

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Balcony Seating

$9,632

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335285

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs to Main Floor
Run 1

$1,432

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.25 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335286

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs to Main Floor
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335284

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Main Floor

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.50 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335294

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs to Orchestra Room
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335293

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Orchestra Room

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , Basement :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331591

The under nosing of the treads on the stairway
are abrupt.

Modify the nosing on the stairway so that the
nosing is curved or beveled and do not project
more than required over the tread below.

ADA 504, 504.5,CA 11B-504.5

Bevel stair nosing

Stairs to Production Booth
Run 1

$2,864

Stairway , Risers  :  Riser Nosing not Smooth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331590

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Production Booth

$9,632

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building , 2nd Floor :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343307

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Room 102 Entrance

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Exterior  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.75 inches

Recommendation

At least 11.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331640

The treads do not have a compliant depth.

Modify or replace the stairs to provide
compliant treads.

ADA 504, 504.2,CA 11B-504.2

Install stairway

Stairs to Stage Left
Run 1

$8,520

Stairway , Risers  :  Riser Tread Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Risers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331641

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs to Stage Left
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331639

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Stage Left

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 43.50 inches

Recommendation

At least 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331539

The width of the stairway does not meet the
minimum required width.

Install a stairway with a minimum width as
required.

ADA 210, 504,CA 11B-1009.1,CA 11B-210,CA 11B-504

Modify width

Stairs to Stage Right
Run 1

$4,816

Stairway , Run  :  Stair Run Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway , Run

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.50 inches

Recommendation

4.00 - 7.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331540

The risers on the stairway are not a compliant
height.

Modify or replace the stairs to provide
compliant riser height.

ADA 504.2,CA 11B-504.2

Stairs to Stage Right
Run 1

Unassigned

Stairway   :  Risers Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding No Access

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331538

Stairway is marked as primary access. There is
no other means of vertical access.

Provide a compliant means of vertical access.

ADA 210, 504, 206.2, 402.2,CA 11B-206.2,CA 11B-210,CA 11B-
402.2,CA 11B-504

Modify stairway

Stairs to Stage Right

$4,816

Stairway

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Stairs  - Main Building  :  Stairway

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331558

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

119 Stage
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.25 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331560

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Backstage Entrance
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331652

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Backstage Left, Backstage Right
Pull Side

$8,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.50 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331653

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404,CA 11B-404.2.4

Install automatic door opener

Backstage Left, Backstage Right
Pull Side

$5,842

Door , Clear Floor Space  :  Front Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 9.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331651

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Backstage Left, Backstage Right
Push Side

$5,842

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331551

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Control Room

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 9.62 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334835

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Entrance next to Loading Dock
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 2.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334834

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Entrance next to Loading Dock
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343218

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Gate next to Backstage Entrance
Pull Side

$5,842

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Exterior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 2.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343342

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Gate next to Snack Bar
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.50 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343174

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Gate next to Ticket Office
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.60 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330210

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Lobby Entrance next to Womens Restroom
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 57.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330254

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Lobby Mens Restroom
Pull Side

$2,921

Door , Clear Floor Space  :  Latch Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.75 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335317

The clear opening width of the doorway is not
compliant.

Provide a compliant doorway at the location.

ADA 404, 404.2.4.2

Provide a compliant doorway

Mens Restroom 141

$1,800

Door   :  Doorway Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335394

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Mens Restroom 141 - Hallway
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335391

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Mens Restroom 141 - Hallway

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335235

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Mens Shower in Mens Restroom 141

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.25 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334830

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Multipurpose Room
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 14.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334789

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Multipurpose Room next to 210 Office
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 40.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334796

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Office 126
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 44.50 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331638

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Office 221
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331634

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Office 221

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 16.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335307

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Orchestra Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 548 of 657



Finding

On-Site Finding 48.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335308

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Orchestra Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 9.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335306

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Orchestra Room
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331622

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Production Control
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 39.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331623

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Production Control
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 2.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335326

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Room 129 Break Area
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335323

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Room 129 Break Area

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.62 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335382

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Room 129 Green Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335385

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Room 143

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335245

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Room 4

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.75 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335262

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Room 4 Entrance

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335264

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Room 4 Entrance
Pull Side

$2,921

Door , Latch Side Clearance  :  Latch Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 52.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335265

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Room 4 Entrance
Pull Side

$2,921

Door , Clear Floor Space  :  Latch Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 10.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335263

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

Notes : Pipes obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Room 4 Entrance
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , Basement :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.75 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334840

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Set Fabrication Entrance
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 2.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334839

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Set Fabrication Entrance
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334810

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Set Fabrication next to Basement

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 564 of 657



Finding

On-Site Finding 5.70 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343304

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Snack Bar
Push Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343302

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Snack Bar

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331618

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Sound Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 7.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331617

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Sound Room
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.62 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331613

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Sound Room

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.62 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330204

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Sound Station Hallway - 2nd Door

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343377

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Theater Director Office

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 46.75 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343378

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Theater Director Office
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 78.75 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343373

The vertical clearance height of the door is less
than required.

Extend the height of the doorway to provide
the required clearance height.

ADA 307, 404, 307.4,CA 11B-307,CA 11B-404

Install compliant door

Theater Director Office

$2,000

Door   :  Door Opening Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 37.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331563

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Theater Exit - 1st Door
Pull Side

$17,526

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 9.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331562

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Theater Exit - 1st Door
Push Side

$9,000

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331561

There is less than the required clearance
between the two doors in a series.

Remove the inner door in a series to provide
an accessible entrance.

ADA 404, 404.2.6

Remove doors

Theater Exit - 1st Door

$288

Door   :  Width Between Doors When Open

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 28.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330264

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Theater Hallway - 1st Door

$3,500

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 9.50 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330243

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Theater Hallway - 2nd Door
Pull Side

$3,000

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.50 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330242

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Theater Hallway - 2nd Door
Push Side

$3,000

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 28.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330239

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Theater Hallway - 2nd Door

$3,500

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.00 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334783

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Theater Office Entrance, Room 129 Entrance, Star Room Entrance

$6,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 4.00 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334763

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Theater Offices

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343202

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Ticket Booth Unisex Restroom
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 583 of 657



Finding

On-Site Finding 38.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343204

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Ticket Booth Unisex Restroom
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 39.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343203

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Ticket Booth Unisex Restroom
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343198

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Ticket Booth Unisex Restroom

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343220

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Ticket Office
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343219

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Ticket Office

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 58.25 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343306

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Ticket Office Entrance
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343305

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Ticket Office Entrance

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 0.62 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343296

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Ticket Office next to Restroom - 1st Door

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343297

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Ticket Office next to Restroom - 1st Door
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 53.87 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343298

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Ticket Office next to Restroom - 1st Door
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343295

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Ticket Office next to Restroom - 1st Door

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.62 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343383

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404,CA 11B-404.2.4

Install automatic door opener

Ticket Office next to Restroom - 2nd Door
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343382

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Ticket Office next to Restroom - 2nd Door

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Box Office  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331631

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Unisex Restroom 218 - Control Room

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 3.25 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331549

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Unisex Restroom 218 - Hallway
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 39.50 inches

Recommendation

At least 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331550

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Unisex Restroom 218 - Hallway
Push Side

$4,000

Door , Clear Floor Space  :  Latch Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331547

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Unisex Restroom 218 - Hallway

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building , 2nd Floor :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 31.75 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335238

The clear opening width of the doorway is not
compliant.

Provide a compliant doorway at the location.

ADA 404, 404.2.4.2

Provide a compliant doorway

Womens Restroom 133

$1,800

Door   :  Doorway Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335387

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Womens Restroom 133 - Hallway

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335321

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Womens Shower in Womens Restroom 133

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Main Building  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 43.50 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343237

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Ticket Office

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Counters  - Box Office  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 34.00 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343238

The length of the counter or desk does not
comply with length requirements.  No
equivalent facilitation is provided in the area.

Provide a counter or desk with the required
length.

ADA 904, 904.4.1,CA 11B-904.4

Provide compliant counter

Ticket Office

$545

Counter   :  Counter Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Counters  - Box Office  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 12.87 inches

Recommendation

At least 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343240

The knee clearance depth provided is not
compliant.

Provide compliant knee clearance depth at the
counter for a forward approach.

ADA 306.3.3,CA 11B-306.3.3,CA 11B-904.4.2, 904.3.2

Ticket Office

$1,260

Counter   :  Knee Clearance Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Counters  - Box Office  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 606 of 657



Finding

On-Site Finding 40.00 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335389

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Wardrobe

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Counters  - Main Building , Basement :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 35.50 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335390

The length of the counter or desk does not
comply with length requirements.  No
equivalent facilitation is provided in the area.

Provide a counter or desk with the required
length.

ADA 904, 904.4.1,CA 11B-904.4

Provide compliant counter

Wardrobe

$545

Counter   :  Counter Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Counters  - Main Building , Basement :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 608 of 657



Finding

On-Site Finding 17.50 inches

Recommendation

Up to 17.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330249

The height of the urinal rim in the restroom is
greater than 17 inches above the finished floor.

Lower the urinal designated to be accessible in
the restroom so that the rim height is not
more than 17 inches above the finished floor.

ADA 605, 605.2,CA 11B-605.2

Lower urinal

Lobby Mens Restroom

$1,397

Restroom , Urinal  :  Urinal Rim Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Urinal

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330269

The clear opening width of the doorway to the
compartment is less than required.

Widen the doorway to provide a compliant
clear opening width when the door is open 90
degrees.

ADA 404, 404.2.3, 604.8,CA 11B-404.2.3,CA 11B-604.8.1.2

Install compartment door with
accessible hardware

Lobby Mens Restroom

$4,000

Restroom , Compartment Door  :  Compartment Door Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 19.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330256

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Lobby Womens Restroom

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 29.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330258

The clear opening width of the doorway to the
compartment is less than required.

Widen the doorway to provide a compliant
clear opening width when the door is open 90
degrees.

ADA 404, 404.2.3, 604.8,CA 11B-404.2.3,CA 11B-604.8.1.2

Install compartment door with
accessible hardware

Lobby Womens Restroom

$4,000

Restroom , Compartment Door  :  Compartment Door Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 55.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330260

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Lobby Womens Restroom

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 22.25 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335276

The clear opening width of the doorway to the
compartment is less than required.

Widen the doorway to provide a compliant
clear opening width when the door is open 90
degrees.

ADA 404, 404.2.3, 604.8,CA 11B-604.8.1.2,CA 11B-404.2.3

Install compartment door with
accessible hardware

Mens Restroom 141

$4,000

Restroom , Compartment Door  :  Compartment Door Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Located

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335277

The compartment door is located in front of the
water closet.

Reconfigure the toilet compartment to provide
a compliant door that is located adjacent to
the water closet.

ADA 604.8.1.2,CA 11B-604.8.1.2

Mens Restroom 141

$4,000

Restroom   :  Toilet Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 615 of 657



Finding

On-Site Finding Swings In

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335278

The door to the compartment swings inward
into the minimum required compartment area.

Modify the swing of the door so that it does
not swing into the minimum required
compartment area.

ADA 603, 604.8, 304.4,CA 11B-604.8.1

Modify door swing

Mens Restroom 141

$269

Restroom , Compartment Door  :  Compartment Door Swings In

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 66.00 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335282

The coat hook is not mounted at the correct
height.

Mount the coat hook at the recommended
height.

ADA 308, 603.4, 308.1,CA 11B-308,CA 11B-603.4,CA 11B-604.8.3

Move coat hook

Mens Restroom 141

$50

Restroom , Toilet Compartment  :  Coat Hook Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335349

The faucet controls on the lavatory require
tight grasping, pinching, or twisting of the wrist
and are not accessible.

Install accessible faucet controls.  Lever-
operated, push-type, touch-type or
electronically controlled mechanisms are
acceptable elements.  If self-closing valves are
used the faucet shall remain open for at least
10 seconds.

ADA 213, 606, 309.4,CA 11B-309.4,CA 11B-213,CA 11B-606

Replace knob faucets with
paddle faucets

Mens Restroom 141
Lavatory

$392

Restroom , Lavatory  :  Lavatory Control Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.50 inches

Recommendation

At least 29.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335350

The apron height under the lavatory is less
than the required minimum height.

Raise or replace the lavatory to provide the
minimum required apron height.

ADA 213, 606, 306.3,CA 11B-306.3.3,CA 11B-606.2

Provide compliant lavatory

Mens Restroom 141
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Apron Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 23.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335351

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Mens Restroom 141
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 47.00 inches

Recommendation

Up to 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335355

The height of the urinal flush control in the
restroom is greater than the required
maximum height.

Lower the flush control valve on the urinal to a
height not greater than the required maximum
height.

ADA 605, 309.3, 605.4, 308.2,CA 11B-605.4

Lower urinal flush control valve

Mens Restroom 141

$227

Restroom , Urinal  :  Urinal Flush Control Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Urinal

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 15.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343231

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Ticket Booth Unisex Restroom

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Wrong Side of Toilet

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343233

The flush control on the toilet  is not on the
wide (approach) side of the toilet.

Relocate the flush control so it is on the wide
(approach) side of the toilet area. Flush
controls shall be hand-operated or automatic
mechanisms.

ADA 603, 604.6,CA 11B-604.6

Relocate flush valve

Ticket Booth Unisex Restroom

$127

Restroom , Toilet  :  Toilet Flush Control not on Wide Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 25.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343251

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Ticket Booth Unisex Restroom
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 8.50 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 343252

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

CA 11B-606.6

Install new sink, faucet and
handles

Ticket Booth Unisex Restroom
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 19.00 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343253

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Ticket Booth Unisex Restroom
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 30.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343254

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Ticket Booth Unisex Restroom
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 48.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343229

There is not a minimum of 60 inches of
clearance around the water closet measured
perpendicular from the side wall.

Clearance around a water closet shall be 60
inches (1525 mm) minimum measured
perpendicular from the side wall and 56 inches
(1420 mm) minimum measured perpendicular
from the rear wall.

ADA 603, 502.4, 604.3.1

Modify fixture

Ticket Booth Unisex Restroom

$1,707

Restroom , Toilet Compartment  :  Toilet Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 38.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343248

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Ticket Booth Unisex Restroom

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Box Office  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 27.50 inches

Recommendation

At least 29.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331529

The apron height under the lavatory is less
than the required minimum height.

Raise or replace the lavatory to provide the
minimum required apron height.

Notes : Lighting platform obstructs clear floor space length.

ADA 213, 606, 306.3,CA 11B-306.3.3,CA 11B-606.2

Provide compliant lavatory

Unisex Restroom 218
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Apron Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 630 of 657



Finding

On-Site Finding 25.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331530

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

Notes : Lighting platform obstructs clear floor space length.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Unisex Restroom 218
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 28.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331531

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

Notes : Lighting platform obstructs clear floor space length.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Unisex Restroom 218
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 20.00 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331627

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Unisex Restroom 218

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 46.00 inches

Recommendation

At least 56.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 331625

There is not a minimum of 56 inches of
clearance around the water closet measured
perpendicular from the rear wall.

Clearance around a water closet shall be 60
inches (1525 mm) minimum measured
perpendicular from the side wall and 56 inches
(1420 mm) minimum measured perpendicular
from the rear wall.

Notes : Lighting platform obstructs clear floor space length.

ADA 603, 604.3.1

Modify fixture

Unisex Restroom 218

$1,707

Restroom , Toilet Compartment  :  Toilet Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building , 2nd Floor :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335249

The faucet controls on the lavatory require
tight grasping, pinching, or twisting of the wrist
and are not accessible.

Install accessible faucet controls.  Lever-
operated, push-type, touch-type or
electronically controlled mechanisms are
acceptable elements.  If self-closing valves are
used the faucet shall remain open for at least
10 seconds.

ADA 213, 606, 309.4,CA 11B-309.4,CA 11B-213,CA 11B-606

Replace knob faucets with
paddle faucets

Womens Restroom 133
Lavatory

$392

Restroom , Lavatory  :  Lavatory Control Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 26.25 inches

Recommendation

At least 29.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335250

The apron height under the lavatory is less
than the required minimum height.

Raise or replace the lavatory to provide the
minimum required apron height.

ADA 213, 606, 306.3,CA 11B-306.3.3,CA 11B-606.2

Provide compliant lavatory

Womens Restroom 133
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Apron Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 22.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335251

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Womens Restroom 133
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 15.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335367

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Womens Restroom 133

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 22.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335372

The clear opening width of the doorway to the
compartment is less than required.

Widen the doorway to provide a compliant
clear opening width when the door is open 90
degrees.

ADA 404, 404.2.3, 604.8,CA 11B-604.8.1.2,CA 11B-404.2.3

Install compartment door with
accessible hardware

Womens Restroom 133

$4,000

Restroom , Compartment Door  :  Compartment Door Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Located

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335373

The compartment door is located in front of the
water closet.

Reconfigure the toilet compartment to provide
a compliant door that is located adjacent to
the water closet.

ADA 604.8.1.2,CA 11B-604.8.1.2

Womens Restroom 133

$4,000

Restroom   :  Toilet Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Swings In

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335374

The door to the compartment swings inward
into the minimum required compartment area.

Modify the swing of the door so that it does
not swing into the minimum required
compartment area.

ADA 603, 604.8, 304.4,CA 11B-604.8.1

Modify door swing

Womens Restroom 133

$269

Restroom , Compartment Door  :  Compartment Door Swings In

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 66.50 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335378

The coat hook is not mounted at the correct
height.

Mount the coat hook at the recommended
height.

ADA 308, 603.4, 308.1,CA 11B-308,CA 11B-603.4,CA 11B-604.8.3

Move coat hook

Womens Restroom 133

$50

Restroom , Toilet Compartment  :  Coat Hook Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Main Building  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 42.00 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 330217

The height of the ticket counter is greater than
34 inches.

Lower the counter to a height between 28 and
34 inches.

ADA 904,CA 11B-904.4

Install fold-down counter to
face of existing counter

Theater
Ticket Booth

$329

Auditorium , Ticket Booth  :  Ticket Booth Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Assembly Areas  - Main Building  :  Auditorium , Ticket Booth

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding Not Available

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335292

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 225.2.1, 811,CA 11B-225.2.1,CA 11B-811

Requires assembly or design

Mens Restroom 141

$1,840

Lockers   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Lockers  - Main Building  :  Lockers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 644 of 657



Finding

On-Site Finding Not Available

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335313

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 225.2.1, 811,CA 11B-225.2.1,CA 11B-811

Requires assembly or design

Womens Shower in Womens Restroom 133

$1,840

Lockers   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Lockers  - Main Building  :  Lockers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding None Found

Recommendation

At least 1.00 showersRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335316

There are not enough accessible showers with
respect to the total number of showers
available.

Provide the required amount of compliant
accessible showers.

ADA 213, 608, 213.3.6,CA 11B-213.3.6

Provide compliant showers

Mens Shower in Mens Restroom 141

$4,500

Accessible Shower   :  Accessible Showers

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Main Building  :  Accessible Shower

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

At least 1.00 showersRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335259

There are not enough accessible showers with
respect to the total number of showers
available.

Provide the required amount of compliant
accessible showers.

ADA 213, 608, 213.3.6,CA 11B-213.3.6

Provide compliant showers

Womens Shower in Womens Restroom 133

$4,500

Accessible Shower   :  Accessible Showers

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Main Building  :  Accessible Shower

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 26.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335328

The knee height is not compliant.

Adjust knee height to the recommended value.

ADA 304, 306, 902, 226

Adjust knee height

Mens Dressing Room
Makeup Counter - Work Station

$100

Reach Range   :  Knee Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Reach Ranges  - Main Building  :  Reach Range

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 26.25 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 335329

The knee height is not compliant.

Adjust knee height to the recommended value.

ADA 304, 306, 902, 226

Adjust knee height

Womens Dressing Room
Makeup Counter - Work Station

$100

Reach Range   :  Knee Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Reach Ranges  - Main Building  :  Reach Range

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Finding

On-Site Finding 36.00 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334815

Sink counter height does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 904, 228,CA 11B-606.3

Provide compliant sink

Room 129 Break Area
Sink

$1,800

Break Room   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Break/Conference Room  - Main Building  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Not Removed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334816

The toe kick for the sink in break/conference
room is not removed.

Remove the toe kick for the sink.

ADA 309, 305, 205, 308, 228, 606.2,CA 11B-606.2,CA 11B-305,CA
11B-306

Room 129 Break Area
Sink

$612

Break Room   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Main Building  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 334818

The cabinet door hardware is not accessible.

Provide compliant hardware for the cabinet
door.

ADA 309, 205, 308, 228,CA 11B-606.4

Room 129 Break Area
Sink

$1,000

Break Room   :  Cabinet Door Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Break/Conference Room  - Main Building  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 40.00 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343385

Sink counter height is not compliant.

Provide compliant sink.

ADA 309, 205, 308, 228, 606.3, 212,CA 11B-606.3

Provide compliant sink

Snack Bar

$1,800

Sink   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding 5.00 inches

Recommendation

At least 9.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343386

There is not enough toe clearance at the sink.

Provide minimum required toe clearance.

ADA 309, 205, 308, 228

Unknown scope

Snack Bar

$900

Sink   :  Toe Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre

Disability Access Consultants (DAC) 1-800-743-7067 Page 654 of 657



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343388

The cabinet door hardware is not accessible.

Provide compliant hardware for cabinet door.

ADA 309, 205, 308, 228

Provide compliant hardware

Snack Bar

$190

Sink   :  Door Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Downey Civic Theatre
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Finding

On-Site Finding Toe Kick Exists

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 343389

The toe kick for the sink is not removed.

Make sure there is no toe kick at the sink.

ADA 309, 205, 308, 228, 606.2, 212,CA 11B-606.2,CA 11B-305,CA
11B-306

Remove toe kick

Snack Bar

$420

Sink   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Box Office  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff
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Prepared By

*Estimated Facility Total:
*Estimated facility total is for estimating purposes only and does not represent
total construction, repair totals or design fees.

Prepared Using

$1,112,939

Downey Civic Theatre

8435 Firestone Boulevard
Downey, CA 90240

Date of Inspection
1/4/2017

Disability Access Consultants

(800) 743-7067
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