
Accessibility Survey

Prepared By

Police Department

10911 Brookshire Avenue
Downey, CA 90240

Date of Inspection

1/17/2017

Disability Access Consultants
(800) 743-7067



Finding

On-Site Finding Item Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341923

There is a step or curb on the path of travel
preventing access.

Provide a ramp or other means of vertical
access.

ADA 303, 403.4,CA 11B-303,CA 11B-403.4

Provide a ramp or other means
of vertical access

Briefing Room
Step

$3,500

Path Of Travel , Walking Surfaces  :  Stairs or Steps Obstruction

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

12/31/2018

$0.00

Path of Travel  - Interior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.75 inches

Recommendation

Up to 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341841

The leading edge of the wall-mounted item is
more than 4 inches from the wall. The item is
greater than 27 inches, and less than 80 inches
from the floor and protrudes into the primary
path of travel.

Install side extensions, modify, relocate, or
lower the item so that the leading edge
protrudes less than 4 inches from the wall, is
less than 27 inches from the floor, or more
than 80 inches from the floor.

ADA 307, 307.2,CA 11B-307.2

Install wing walls or relocate
object

Communications Unisex Restroom
Cabinet

$640

Path Of Travel , Protruding Objects  :  Protruding Objects - Protrusion
Limit

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

06/30/2018

$0.00

Path of Travel  - Interior  :  Path Of Travel , Protruding Objects

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 inches

Recommendation

Up to 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341915

The leading edge of the wall-mounted item is
more than 4 inches from the wall. The item is
greater than 27 inches, and less than 80 inches
from the floor and protrudes into the primary
path of travel.

Install side extensions, modify, relocate, or
lower the item so that the leading edge
protrudes less than 4 inches from the wall, is
less than 27 inches from the floor, or more
than 80 inches from the floor.

ADA 307, 307.2,CA 11B-307.2

Install wing walls or relocate
object

Mens Restroom next to Gang Unit
Shelf

$640

Path Of Travel , Protruding Objects  :  Protruding Objects - Protrusion
Limit

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

OnePriority

Comments No Comments

06/30/2018

$0.00

Path of Travel  - Interior  :  Path Of Travel , Protruding Objects

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 4 of 502



Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344217

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Administration Conference Room
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 14.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344174

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Administration Entrance
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344177

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Administrative Offices
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344178

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Administrative Offices
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337870

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Amateur Radio Communications
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341722

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Briefing Room Entrance
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341733

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Communications
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341901

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Computer Forensics
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341902

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Computer Forensics
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 37.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341904

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Furniture obstructs clear floor space.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Computer Forensics
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337849

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Conference Room in Captain Field Operaions
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337850

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Conference Room in Captain Field Operaions
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337867

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Conference Room next to Shift Sergeants, Shift Sergeants
Lever

$50

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337868

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Conference Room next to Shift Sergeants, Shift Sergeants
Lever

$100

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 6.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337869

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Furniture obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Conference Room next to Shift Sergeants, Shift Sergeants
Pull Side

$8,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344236

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Dark Room, Forensic File Room
Push Side

$8,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341781

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Detective Break Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341782

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Detective Break Room
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 6.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341756

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Detectives next to Systems Manager
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341757

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Detectives next to Systems Manager
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 17.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337862

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Entrance next to Armory
Push Bar / Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344211

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Entrance next to Forensic Office
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341804

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Entrance next to System Manager
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341806

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Entrance next to System Manager
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 16.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337782

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Entrance next to Weight Room
Push Bar / D Handle

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344185

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Entrance to Police Parking Lot
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Exterior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337729

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Fingerprint Room
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337730

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Fingerprint Room
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 32 of 502



Finding

On-Site Finding 46.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344228

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Forensic Supervisor
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 36.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341944

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Forensic Unit
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 9.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341941

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Forensic Unit
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341925

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Gang Unit next to Detective Reception
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341764

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Gang Unit next to Sergeants Office
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341765

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Gang Unit next to Sergeants Office
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341766

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs clear floor space length & latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Gang Unit next to Sergeants Office
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 39.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341768

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length & latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Gang Unit next to Sergeants Office
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 29.75 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341767

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Gang Unit next to Sergeants Office
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337837

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Hallway in Main Lobby
Push Bar / Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337784

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Hallway next to Break Room
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344229

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Information Technology
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344232

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Information Technology
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344181

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Interview Room next to Information Technology
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344182

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Interview Room next to Information Technology
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337727

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Intoxilizer
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341928

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Left Briefing Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337773

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Lobby Mens Restroom
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337731

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Lobby Womens Restroom
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337840

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Main Entrance
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341931

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Lockers obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Mens Locker Room Restroom in Weight Room
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341746

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Mens Restroom next to Gang Unit
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 54 of 502



Finding

On-Site Finding 51.62 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344173

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Neighborhood Watch Coordinator
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 55 of 502



Finding

On-Site Finding 34.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337858

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Officer in Charge Technical Services Section
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337856

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Officer in Charge Technical Services Section
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337857

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Officer in Charge Technical Services Section
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 14.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344243

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Police Chief Secretary Office
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344246

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Police Chief Secretary Office
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344168

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Police Chief Secretary Office Break Room
Finger Pull  - 1.5

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344200

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Police Chiefs Office
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344220

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Police Chiefs Office Patio
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344223

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Police Chiefs Office Patio
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 64 of 502



Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337877

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Records Bureau
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337795

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Records Bureau Left File Room
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337796

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Records Bureau Left File Room
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337798

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs clear floor space length. Ladder obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Left File Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 46.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337800

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Cabinet obstructs clear floor space length. Ladder obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Records Bureau Left File Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 38.25 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337799

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Left File Room
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337814

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Records Bureau Right File Room
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337815

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Records Bureau Right File Room
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 7.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337817

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Shelves obstruct latch side clearance & clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Right File Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337819

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Shelves obstruct latch side clearance & clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Records Bureau Right File Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.25 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337816

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

Notes : Refrigerator obstructs latch side clearance.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Right File Room
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341921

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Right Briefing Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341785

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Sergeant Crimes - Property
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341908

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Sergeant Narcotics, Sergant Crimes, Lieutenant Investigation
Pull Side

$8,763

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341906

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Sergeant Narcotics, Sergant Crimes, Lieutenant Investigation
Push / Pull

$75

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341907

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Sergeant Narcotics, Sergant Crimes, Lieutenant Investigation
Push / Pull

$150

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337854

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Services Hallway next to Records
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337911

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Shift Sergeants next to Captains Office
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337912

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Shift Sergeants next to Captains Office
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337914

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Furniture obstructs clear floor space length & latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Shift Sergeants next to Captains Office
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 58.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337915

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Furniture obstructs clear floor space length & latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Shift Sergeants next to Captains Office
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344214

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Desk obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Special Enforcement Team
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341831

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Special Investigation Narcotics
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341829

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Special Investigation Narcotics
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341830

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Special Investigation Narcotics
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337821

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Special Operations
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337822

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Special Operations
Push / Pull

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 55.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337758

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Furniture obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Special Operations Sergeant
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.25 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337923

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Refrigerator obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Store Room in File Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 9.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341818

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Supervisors Mens Locker Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341759

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Systems Manager
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341760

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Systems Manager
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337838

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Watch Commander
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337839

Has a door stop.

Remove the door stop.

ADA 404, 404.2.10,CA 11B-404.2.10

Remove door stop

Watch Commander
Lever

$50

Door   :  Door Hardware

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337768

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Weight Room
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337852

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Locker Room Restroom next to Break Room - 1st Door
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337755

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Locker Room Restroom next to Break Room - 2nd Door
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337925

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Locker Room Restroom next to Records - 1st Door
Lever

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337876

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Locker Room Restroom next to Records - 2nd Door
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.00 pounds

Recommendation

Up to 5.00 poundsRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341720

The door opening force for this door is greater
than allowed.

Adjust the closer on the door to meet the door
opening force requirements.

ADA 404.2.9,CA 11B-404.2.9

Adjust door closer pressure

Womens Restroom next to Gang Unit
Push / Pull

$25

Door , Hardware  :  Door Opening Pressure

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 104 of 502



Finding

On-Site Finding 20.87 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341779

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Table obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Workroom next to Sergeant Crimes - Property
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 66.25 inches

Recommendation

Up to 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344180

Highest line of tactile characters are not at a
compliant height.

Provide compliant signage at the location.

ADA 703.4.1,CA 11B-703.4.1

Neighborhood Watch Coordinator

$158

Signage   :  Highest Tactile Character Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.00 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337921

The highest operable part of the public
telephone exceeds allowed maximum reach
range.

Contact the telephone company that owns the
public telephone regarding the height of all the
operating devices on the telephone.

ADA 309, 205, 704, 309.3, 704.2.2,CA 11B-309,CA 11B-704.2.2

Lower public telephones

Payphone in Lobby

$458

Public Telephone   :  Highest Operable Parts

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair - JGROVER.

06/30/2019

$0.00

Public Telephones  - Interior  :  Public Telephone

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341728

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Communications Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341729

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Communications Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337789

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Lobby Mens Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337892

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Lobby Womens Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337893

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Lobby Womens Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341771

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Mens Locker Room Restroom

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341812

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Mens Locker Room Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341813

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Mens Locker Room Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341752

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Mens Restroom next to Gang Unit
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337832

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Services Hallway Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337833

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Services Hallway Unisex Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337741

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Womens Locker Room Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337742

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Womens Locker Room Restroom
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Pipes not wrapped.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337763

The pipes under the lavatory do not provide
protection against contact.

Insulate or otherwise configure pipes under
the lavatory to protect against contact.  Make
certain there are no sharp or abrasive surfaces
under the lavatory.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap pipes

Womens Locker Room Restroom

$149

Restroom , Lavatory  :  Lavatory Pipes Not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337764

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Womens Locker Room Restroom

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341860

Supply lines are not wrapped at the lavatory.

Wrap the supply lines around lavatory
according to compliance.

ADA 213, 606, 606.5,CA 11B-606.5

Wrap supply lines

Womens Restroom next to Gang Unit
Lavatory

$149

Restroom , Lavatory  :  Lavatory - Supply Lines not wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 50.50 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337886

The side reach height of the controls on the
vending machine is greater than the allowed
maximum height.

Provide a compliant vending machine.

ADA 308

Break Room next to Locker Rooms
Beverage Machine

Unassigned

Break Room , Vending Machine  :  Control Height

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair. - JGROVER.

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Vending Machine

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 52.50 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337885

The side reach height of the controls on the
vending machine is greater than the allowed
maximum height.

Provide a compliant vending machine.

ADA 308

Break Room next to Locker Rooms
Coffee Machine

Unassigned

Break Room , Vending Machine  :  Control Height

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair. - JGROVER.

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Vending Machine

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337881

The pipes are not wrapped for the sink.

Insulate or otherwise configure the water
supply and drain pipes under the sink to
protect against contact. Make certain there are
no sharp or abrasive surfaces under the sink.

ADA 309, 205, 308, 228, 606.5,CA 11B-606.5

Wrap pipes

Break Room next to Locker Rooms
Sink

$149

Break Room   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337882

Supply lines are not wrapped for the
break/conference room sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Break Room next to Locker Rooms
Sink

$149

Break Room , Sink  :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.50 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337884

The side reach height of the controls on the
vending machine is greater than the allowed
maximum height.

Provide a compliant vending machine.

ADA 308

Break Room next to Locker Rooms
Snack Machine

Unassigned

Break Room , Vending Machine  :  Control Height

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair. - JGROVER.

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Vending Machine

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 17.50 inches

Recommendation

At least 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341867

The table knee depth does not meet required
standards.

Provide compliant tables.

ADA 309, 205, 308, 228, 306.3.3,CA 11B-902.2,CA 11B-306.3.2,CA
11B-306.3.3

Provide compliant seating

Briefing Room
Table

$2,174

Break Room   :  Tables - Knee Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

12/31/2018

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341788

The pipes are not wrapped for the sink.

Insulate or otherwise configure the water
supply and drain pipes under the sink to
protect against contact. Make certain there are
no sharp or abrasive surfaces under the sink.

ADA 309, 205, 308, 228, 606.5,CA 11B-606.5

Wrap pipes

Communications
Sink

$149

Break Room   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341790

Supply lines are not wrapped for the
break/conference room sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Communications
Sink

$149

Break Room , Sink  :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341795

The pipes are not wrapped for the sink.

Insulate or otherwise configure the water
supply and drain pipes under the sink to
protect against contact. Make certain there are
no sharp or abrasive surfaces under the sink.

ADA 309, 205, 308, 228, 606.5,CA 11B-606.5

Wrap pipes

Detective Break Room
Sink

$149

Break Room   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341797

Supply lines are not wrapped for the
break/conference room sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Detective Break Room
Sink

$149

Break Room , Sink  :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344193

The pipes are not wrapped for the sink.

Insulate or otherwise configure the water
supply and drain pipes under the sink to
protect against contact. Make certain there are
no sharp or abrasive surfaces under the sink.

ADA 309, 205, 308, 228, 606.5,CA 11B-606.5

Wrap pipes

Police Chief Secretary Office Break Room
Sink

$149

Break Room   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344196

Supply lines are not wrapped for the
break/conference room sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Police Chief Secretary Office Break Room
Sink

$149

Break Room , Sink  :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341934

The pipes are not wrapped for the sink.

Insulate or Otherwise configure pipes under
the sink to protect against contact. Make
certain there are no sharp or abrasive surfaces
under the sink.

ADA 309, 205, 308, 228, 606.5, 212,CA 11B-606.5

Wrap pipes

Booking Area

$149

Sink   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341938

Supply lines are not wrapped for the sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Booking Area

$149

Sink   :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337873

The pipes are not wrapped for the sink.

Insulate or Otherwise configure pipes under
the sink to protect against contact. Make
certain there are no sharp or abrasive surfaces
under the sink.

ADA 309, 205, 308, 228, 606.5, 212,CA 11B-606.5

Wrap pipes

Intoxilizer

$149

Sink   :  Pipes not Wrapped

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Wrapped

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337874

Supply lines are not wrapped for the sink.

Make sure that the supply lines are fully
wrapped and insulated for the sink.

ADA 606.5,CA 11B-606.5

Wrap pipes

Intoxilizer

$149

Sink   :  Supply Lines

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments No Comments

06/30/2019

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.00 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344242

The highest point of operation for the element
is not compliant.

Make sure that the highest point of operation
is within the recommended value.

ADA 309, 304, 308, 902.4.2,CA 11B-308,CA 11B-902.4.2

Readjust element height

Parking Lot
Left Electric Vehicle Charging Station - Other

$50

Reach Range , Element Highest Point of Operation  :  Element Highest
Point of Operation

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair - JGROVER.

06/30/2019

$0.00

Reach Ranges  - Exterior  :  Reach Range , Element Highest Point of
Operation

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 52.50 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344239

The highest point of operation for the element
is not compliant.

Make sure that the highest point of operation
is within the recommended value.

ADA 309, 304, 308, 902.4.2,CA 11B-308,CA 11B-902.4.2

Readjust element height

Parking Lot
Right Electric Vehicle Charging Station - Other

$50

Reach Range , Element Highest Point of Operation  :  Element Highest
Point of Operation

Progress

In_ProgressProgress

Projected DateActual Date

Actual Cost

TwoPriority

Comments Contact vendor to replace or repair - JGROVER.

06/30/2019

$0.00

Reach Ranges  - Exterior  :  Reach Range , Element Highest Point of
Operation

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337863

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Entrance next to Armory
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344213

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Entrance next to Forensic Office
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341807

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Entrance next to System Manager
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337842

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Main Entrance
Push Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344225

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Police Chiefs Office Patio
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344209

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Police Chiefs Office Patio Entrance
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337820

An unstable floor mat is provided at the door
landing.

Provide a compliant floor mat for the door.

Notes : Shelves obstruct latch side clearance & clear floor space length.

ADA 403.2, 302.1,CA 11B-302.1,CA 11B-403.2

Install mat that grips to the
floor surface

Records Bureau Right File Room
Pull Side

$126

Door , Clear Floor Space  :  Floor Mat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344227

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Administration Conference Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344169

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Administrative Offices

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344234

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Administrative Sergeant

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337772

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Amateur Radio Communications

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341843

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Briefing Room

$474

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341914

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Captain Investigation

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341803

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Computer Forensics

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344219

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Conference Room in Police Chiefs Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 156 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337767

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Conference Room next to Shift Sergeants

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341718

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Detective Break Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341822

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Detectives Interview Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341883

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Detectives Interview Room Panic Button

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341737

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Detectives Offices

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341719

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

DPOA Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337753

There is no room signage.

Install accessible room signage.

ADA 216.2, 216.6,CA 11B-216.2,CA 11B-216.6

Install signage

Entrance next to Armory

$158

Signage , Signage  :  No Accessible Element/Entrance Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2021

$0.00

Signage  - Interior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341855

There is no room signage.

Install accessible room signage.

ADA 216.2, 216.6,CA 11B-216.2,CA 11B-216.6

Install signage

Entrance next to System Manager

$158

Signage , Signage  :  No Accessible Element/Entrance Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337844

There is no room signage.

Install accessible room signage.

ADA 216.2, 216.6,CA 11B-216.2,CA 11B-216.6

Install signage

Entrance next to Weight Room

$158

Signage , Signage  :  No Accessible Element/Entrance Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2021

$0.00

Signage  - Interior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 165 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341910

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Force Training Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344237

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Forensic Supervisor

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341909

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Forensic Unit

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341842

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Gang Unit

$316

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341819

There is no room identification signage.

Install room identification signage.

Notes : Unable to gain access at time of inspection.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Gang Unit Sergeants Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337859

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Hallway in Main Lobby

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337736

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Hallway next to Break Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341924

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Hi-Tech Crimes

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344201

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Information Technology

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337813

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Intoxilizer

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344189

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Lieutenant Administration

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337860

There is no room signage.

Install accessible room signage.

ADA 216.2, 216.6,CA 11B-216.2,CA 11B-216.6

Install signage

Main Entrance

$158

Signage , Signage  :  No Accessible Element/Entrance Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337735

There is no informational signage.

Install informational signage to each accessible
element or room or location.

ADA 216.3,CA 11B-216.3, 703.5,CA 11B-703.5

Install signage

Main Lobby Doorbell

$158

Signage , Signage  :  No Information Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage , Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337866

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Officer in Charge Technical Services Section

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344210

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Police Chief Secretary Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344184

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Police Chief Secretary Office Break Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments Employee only area - JGROVER.

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344206

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Police Chiefs Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344226

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Police Chiefs Office Patio

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337898

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Records Bureau

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337910

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Records Bureau File Room

$316

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments Employee only area - JGROVER.

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337785

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Records next to Records Request

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337751

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Records Workroom

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments Employee only area - JGROVER.

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 187 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341823

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Sergeant Crimes - Property

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337752

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Services Hallway next to Records

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337750

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Shift Sergeants next to Captains Office

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 190 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344170

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Special Enforcement Team

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337825

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Special Operations Sergeant

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 192 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337899

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Store Room in File Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341748

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Supervisors Mens Locker Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments Employee only area - JGROVER.

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337878

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Watch Commander

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments Employee only area - JGROVER.

12/31/2020

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337924

There is no room identification signage.

Install room identification signage.

ADA 703, 216, 216.2,CA 11B-216.2

Install signage

Weight Room

$158

Signage   :  No Room Identification

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2021

$0.00

Signage  - Interior  :  Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 196 of 502



Finding

On-Site Finding 60.62 inches

Recommendation

58.00 - 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341730

The gender use signage on the entrance door is
not mounted at the required height.

Post gender use signage on the center of the
door at the required height.

CA 11B-703.7.2.6

Install signage

Communications Unisex Restroom
Door Sign - Unisex

$158

Restroom , Door Signage  :  Door Signage Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341731

The signage does not have contrasting finish
from the door.

Restroom door signage should have
contrasting finish.

CA 11B-703.7.2.6

Install signage

Communications Unisex Restroom
Door Sign - Unisex

$170

Restroom , Door Signage  :  No Contrasting Finish

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 41.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341727

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Communications Unisex Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341732

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Communications Unisex Restroom
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341738

The location of the seat cover dispenser does
not provide sufficient clear floor space.

Relocate the seat cover dispenser so it
provides sufficient clear floor space and does
not interfere with the use of a grab bar.  Make
certain that the height of all operable parts of
the seat cover dispenser is within reach range
above the finished floor.

ADA 304, 309.2, 305.1,CA 11B-603.5,CA 11B-309.2,CA 11B-305.1

Provide compliant dispenser

Communications Unisex Restroom

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Behind Toilet

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 201 of 502



Finding

On-Site Finding 46.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341739

The height of the operable parts of the seat
cover dispenser is greater than the allowed
maximum height.

Lower the seat cover dispenser so the height
of all operable parts meets the required
accessible height.  Make certain that the
location of the seat cover dispenser does not
interfere with the use of a grab bar.

ADA 309, 205, 308, 606, 308.2,CA 11B-603.5

Provide compliant dispenser

Communications Unisex Restroom

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 65.00 inches

Recommendation

58.00 - 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337791

The gender use signage on the entrance door is
not mounted at the required height.

Post gender use signage on the center of the
door at the required height.

CA 11B-703.7.2.6

Install signage

Lobby Mens Restroom
Door Sign - Male

$158

Restroom , Door Signage  :  Door Signage Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337792

The signage does not have contrasting finish
from the door.

Restroom door signage should have
contrasting finish.

CA 11B-703.7.2.6

Install signage

Lobby Mens Restroom
Door Sign - Male

$170

Restroom , Door Signage  :  No Contrasting Finish

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.25 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337788

The height of the counter surface is greater
than allowed.

Relocate or replace the lavatory to provide a
maximum counter surface height of no greater
than recommended.

ADA 213, 606, 606.3,CA 11B-213,CA 11B-606.3

Provide compliant lavatory

Lobby Mens Restroom
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Surface Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337786

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Lobby Mens Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337787

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Lobby Mens Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337793

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Lobby Mens Restroom
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 65.75 inches

Recommendation

58.00 - 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337895

The gender use signage on the entrance door is
not mounted at the required height.

Post gender use signage on the center of the
door at the required height.

CA 11B-703.7.2.6

Install signage

Lobby Womens Restroom
Door Sign - Female

$158

Restroom , Door Signage  :  Door Signage Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337896

The signage does not have contrasting finish
from the door.

Restroom door signage should have
contrasting finish.

CA 11B-703.7.2.6

Install signage

Lobby Womens Restroom
Door Sign - Female

$170

Restroom , Door Signage  :  No Contrasting Finish

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.25 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337891

The height of the counter surface is greater
than allowed.

Relocate or replace the lavatory to provide a
maximum counter surface height of no greater
than recommended.

ADA 213, 606, 606.3,CA 11B-213,CA 11B-606.3

Provide compliant lavatory

Lobby Womens Restroom
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Surface Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 46.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337890

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Lobby Womens Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337889

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Lobby Womens Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337897

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Lobby Womens Restroom
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341817

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Mens Locker Room Restroom
Entrance next to Break Room

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341810

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Mens Locker Room Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 41.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341811

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Mens Locker Room Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341754

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Mens Restroom next to Gang Unit
Door Sign - Male

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341749

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Mens Restroom next to Gang Unit
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341755

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Mens Restroom next to Gang Unit
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337835

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Services Hallway Unisex Restroom
Door Sign - Unisex

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337828

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Services Hallway Unisex Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337829

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Services Hallway Unisex Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337836

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Services Hallway Unisex Restroom
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 224 of 502



Finding

On-Site Finding 40.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337801

The height of the operable parts of the seat
cover dispenser is greater than the allowed
maximum height.

Lower the seat cover dispenser so the height
of all operable parts meets the required
accessible height.  Make certain that the
location of the seat cover dispenser does not
interfere with the use of a grab bar.

ADA 309, 205, 308, 606, 308.2,CA 11B-603.5

Provide compliant dispenser

Services Hallway Unisex Restroom

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337744

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Womens Locker Room Restroom
Entrance next to Break Room - Female

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337745

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Womens Locker Room Restroom
Entrance next to Records

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337743

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Womens Locker Room Restroom
Entrance next to Records - Female

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.50 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337739

The height of the counter surface is greater
than allowed.

Relocate or replace the lavatory to provide a
maximum counter surface height of no greater
than recommended.

Notes : Pipes not completely wrapped.

ADA 213, 606, 606.3,CA 11B-213,CA 11B-606.3

Provide compliant lavatory

Womens Locker Room Restroom
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Surface Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337737

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Locker Room Restroom
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337738

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Locker Room Restroom
Soap

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 60.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337759

The height of the operable parts of the seat
cover dispenser is greater than the allowed
maximum height.

Lower the seat cover dispenser so the height
of all operable parts meets the required
accessible height.  Make certain that the
location of the seat cover dispenser does not
interfere with the use of a grab bar.

ADA 309, 205, 308, 606, 308.2,CA 11B-603.5

Provide compliant dispenser

Womens Locker Room Restroom

$277

Restroom , Toilet Compartment  :  Seat Cover Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341861

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Womens Restroom next to Gang Unit
Door Sign - Female

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341856

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Restroom next to Gang Unit
Feminine Products

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341857

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606, 308.1,CA 11B-603.5

Provide compliant dispenser

Womens Restroom next to Gang Unit
Paper Towel

$277

Restroom , Dispensers  :  Dispenser Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Restrooms  - Interior  :  Restroom , Dispensers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341862

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Womens Restroom next to Gang Unit
Wall Sign

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

12/31/2020

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341940

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Replace dispenser

Booking Area
Paper Towel

$180

Sink   :  Sink

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 46.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341939

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Replace dispenser

Booking Area
Soap

$180

Sink   :  Sink

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 64.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337875

The height of the controls and operating
mechanisms for the dispenser is not at the
correct height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Replace dispenser

Intoxilizer
Paper Towel

$180

Sink   :  Sink

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

ThreePriority

Comments No Comments

06/30/2022

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344215

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Administration Conference Room
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344216

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Administration Conference Room
Lever

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 7.50 inches

Recommendation

At least 10.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341723

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Briefing Room Entrance

$2,000

Door , Hardware  :  Bottom Door Panel Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344212

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Entrance next to Forensic Office

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341805

The bottom of the door does not provide a
smooth, uninterrupted surface, or panel to
allow the door to be opened by a wheelchair
footrest without creating a trap or hazardous
condition.

Install a panel or replace the door to provide a
smooth, uninterrupted surface at the bottom
of the door.

ADA 404, 404.2.10,CA 11B-404.2.10

Install compliant door

Entrance next to System Manager
Push / Pull

$2,000

Door , Hardware  :  Bottom Door Panel

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2026

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.12 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337783

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Entrance next to Weight Room

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 49.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344186

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Entrance to Police Parking Lot
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Exterior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.50 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341820

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Force Training Room
Push / Pull

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.50 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341942

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Forensic Unit
Push / Pull

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 45.50 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344230

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Information Technology
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 45.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337774

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Lobby Mens Restroom
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337775

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Lobby Mens Restroom
Lever

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 45.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337732

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Lobby Womens Restroom
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337733

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Lobby Womens Restroom
Lever

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344244

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Police Chief Secretary Office
Push / Pull

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344245

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Police Chief Secretary Office
Push / Pull

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 52.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344221

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Police Chiefs Office Patio
Push / Pull

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344224

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Police Chiefs Office Patio

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 45.50 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341784

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Sergeant Crimes - Property
Lever

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337769

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Weight Room

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

34.00 - 44.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337756

Door hardware is not mounted at the correct
height.

Mount the door hardware at the recommended
height.

ADA 404, 404.2.7,CA 11B-404.2.7

Replace door hardware

Womens Locker Room Restroom next to Break Room - 2nd Door
Push / Pull

$280

Door , Hardware Height  :  Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Doors  - Interior  :  Door , Hardware Height

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 40.50 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341825

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Booking Office

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Counters  - Interior  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.12 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341824

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Detectives Reception

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Counters  - Interior  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.12 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337794

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Record Reception

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Counters  - Interior  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.25 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337861

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Record Request Counter

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Counters  - Interior  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341916

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Adult Holding Cell

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.50 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341853

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Adult Padded Holding Cell

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 22.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341854

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Adult Padded Holding Cell

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 31.25 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341890

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Booking Area Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Interferes

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341744

The toilet paper dispenser interferes with the
use of the grab bar.

Relocate the toilet paper dispenser so it does
not interfere with the use of a grab bar. Toilet
paper dispensers must allow continuous paper
flow.

ADA 603, 609.3,CA 11B-309.4,CA 11B-609.3

Provide compliant dispenser

Communications Unisex Restroom

$277

Restroom , Toilet Compartment  :  Toilet Paper Dispenser Interferes
with Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Above Grab Bar

Recommendation

Relocate DispenserRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341745

The toilet paper dispenser is located above the
provided grab bar.

Remount the dispenser below the grab bar at
19" minimum.

ADA 603,CA 11B-604.7

Provide compliant dispenser

Communications Unisex Restroom

$277

Restroom , Toilet Compartment  :  Toilet Paper Dispenser Above Grab
Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341725

The restroom door does not provide a
compliant privacy lock with occupancy
indicator.

Install a compliant privacy lock with occupancy
indicator to the door.

Notes : Toilet obstructs turning space diameter.

ADA 213, 213.2.1,CA 11B-213.2.1

Replace existing lock set with
lever handled lock set

Communications Unisex Restroom

$804

Restroom   :  No Door Privacy Lock and Occupied Indicator

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337726

The paper dispenser is located behind the front
of toilet seat.

Provide a compliant  dispenser mounted  at 7”
to 9” in front of the water closet.

ADA 604.7,CA 11B-604.7

Provide dispenser

Lobby Mens Restroom

$230

Restroom , Paper Dispenser   :  Located Behind Front of Seat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Paper Dispenser

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337790

The bottom edge of the reflective surface of
the mirror is not at the correct height.

Lower the mirror so the bottom edge of the
reflective surface is no higher than
recommended above the finished floor.

ADA 603, 213, 603.3,CA 11B-603.3

Lower mirror

Lobby Mens Restroom

$300

Restroom , Mirror  :  Mirror Bottom Edge Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Mirror

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 43.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337894

The bottom edge of the reflective surface of
the mirror is not at the correct height.

Lower the mirror so the bottom edge of the
reflective surface is no higher than
recommended above the finished floor.

ADA 603, 213, 603.3,CA 11B-603.3

Lower mirror

Lobby Womens Restroom

$300

Restroom , Mirror  :  Mirror Bottom Edge Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Mirror

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337907

The paper dispenser is located behind the front
of toilet seat.

Provide a compliant  dispenser mounted  at 7”
to 9” in front of the water closet.

ADA 604.7,CA 11B-604.7

Provide dispenser

Lobby Womens Restroom

$230

Restroom , Paper Dispenser   :  Located Behind Front of Seat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Paper Dispenser

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 35.50 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341770

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Mens Locker Room Restroom

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341815

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Mens Locker Room Restroom
Entrance next to Break Room - Male

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341816

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Mens Locker Room Restroom
Weight Room Entrance

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341814

There is no gender use signage on the entrance
door.

Post gender use signage on the center of the
door at the required height.

CA 11B-216.8,CA 11B-703.7.2.6

Install signage

Mens Locker Room Restroom
Weight Room Entrance - Male

$158

Restroom , Door Signage  :  No Door Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Door Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 22.00 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341897

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Mens Restroom next to Gang Unit

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341900

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Mens Restroom next to Gang Unit

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341892

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Mens Restroom next to Gang Unit

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 41.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341893

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Mens Restroom next to Gang Unit

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341894

There is no back grab bar at the toilet
compartment.

Install the required grab bars in the toilet
compartment.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.5, 604.8.1.5,CA 11B-604.5,CA 11B-604.8.1.5

Provide compliant grab bar

Mens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  No Back Wall Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.87 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337805

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Services Hallway Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 37.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337806

There is less than the required minimum space
in front of the toilet.

Create the required minimum clear space in
front of the toilet.

ADA 603,CA 11B-604.8.1

Modify space

Services Hallway Unisex Restroom

$3,500

Restroom , Toilet  :  Toilet Clear Floor Space

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding See Above

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337812

The paper dispenser is located behind the front
of toilet seat.

Provide a compliant  dispenser mounted  at 7”
to 9” in front of the water closet.

ADA 604.7,CA 11B-604.7

Provide dispenser

Services Hallway Unisex Restroom

$230

Restroom , Paper Dispenser   :  Located Behind Front of Seat

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Paper Dispenser

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337834

The bottom edge of the reflective surface of
the mirror is not at the correct height.

Lower the mirror so the bottom edge of the
reflective surface is no higher than
recommended above the finished floor.

ADA 603, 213, 603.3,CA 11B-603.3

Lower mirror

Services Hallway Unisex Restroom

$300

Restroom , Mirror  :  Mirror Bottom Edge Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Mirror

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337826

The restroom door does not provide a
compliant privacy lock with occupancy
indicator.

Install a compliant privacy lock with occupancy
indicator to the door.

Notes : Cabinet obstructs turning space diameter.

ADA 213, 213.2.1,CA 11B-213.2.1

Replace existing lock set with
lever handled lock set

Services Hallway Unisex Restroom

$804

Restroom   :  No Door Privacy Lock and Occupied Indicator

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 289 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337746

There is no signage indicating accessibility on
the latch side of the entry door of the
restroom.

Provide compliant signage on latch side of
door.

ADA 703, 216, 216.8,CA 11B-216.8

Install signage

Womens Locker Room Restroom
Entrance next to Break Room

$158

Restroom , Wall Signage  :  No Wall Signage

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Wall Signage

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 21.00 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341875

The toilet is not located in a space which
provides the minimum required distance from a
fixture or the minimum required clear space
from a wall at the wide side.

Locate the toilet in a space which provides the
required clearances.

ADA 603, 604.2,CA 11B-604.2

Relocate fixture

Womens Restroom next to Gang Unit

$2,500

Restroom , Toilet  :  Toilet Minimum Distance From Any fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not on both sides.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341878

The door to the compartment does not have an
accessible handle on both sides.

Provide an accessible handle mounted on the
door of the compartment near the latch.

ADA 404, 213, 604, 604.8.1.2, 604.8,CA 11B-404.2.7,CA 11B-
604.8.1.2

Install accessible handle on
stall door

Womens Restroom next to Gang Unit

$250

Restroom , Compartment Door  :  Compartment Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341879

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Womens Restroom next to Gang Unit

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341880

The door to the compartment designated to be
accessible in the restroom does not have
appropriate accessible hardware.

Install accessible hardware on the
compartment door that does not require tight
grasping, pinching, or twisting of the wrist.

ADA 404, 404.2.7, 309.4, 604.8,CA 11B-404.2.7,CA 11B-604.8.1.2

Add accessible hardware to
existing door

Womens Restroom next to Gang Unit

$289

Restroom , Compartment Door  :  Compartment Door Latch

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341881

The inside handle is not located near the latch.

Adjust the inside handle so that it is located
near the latch.

ADA 404, 213, 604, 604.8.1.2,CA 11B-404.2.7,CA 11B-604.8.1.2

Adjust handle

Womens Restroom next to Gang Unit

$129

Restroom   :  Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 295 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341868

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Womens Restroom next to Gang Unit

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 41.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341869

There is insufficient clear floor space in the
compartment.

Modify or replace the compartment to provide
adequate clear floor space.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 213, 604, 604.8.1.1,CA 11B-604.8.1.1

Install accessible stall

Womens Restroom next to Gang Unit

$4,000

Restroom , Toilet Compartment  :  Toilet Compartment Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341870

There is no back grab bar at the toilet
compartment.

Install the required grab bars in the toilet
compartment.

Notes : Toilet paper located on the wide side of the compartment.

ADA 603, 604.5, 604.8.1.5,CA 11B-604.5,CA 11B-604.8.1.5

Provide compliant grab bar

Womens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  No Back Wall Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2027

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 24.75 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344172

The table knee clearance does not meet
required standards.

Provide compliant tables.

ADA 309, 205, 308, 228,CA 11B-902.2,CA 11B-306

Adjust/Replace Table

Administration Conference Room
Table

$500

Break Room   :  Tables - Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FourPriority

Comments No Comments

06/30/2025

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Rough and Uneven

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344171

The surface of the primary accessible path of
travel is rough and uneven, providing a
hazardous surface for individuals with mobility
impairments and the general public.

Resurface the path of travel to provide a
smooth, firm, stable and slip-resistant surface.

ADA 302, 303, 403.2,CA 11B-302.1,CA 11B-403.2

Widen pathway

Path to Entrance next to Forensic Office
Exterior Walkway

$1,840

Path Of Travel , Walking Surfaces  :  Noncompliant Surface

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344233

There are no detectable warnings where the
pedestrian route crosses vehicular traffic.

Provide detectable warnings.

ADA 705,CA 11B-705.1.2.5,CA 11B-247.1.2.5

Install compliant detectable
warnings

Sidewalk from Entrance to Police Parking Lot to Entrance next to Armory
Vehicular Traffic

$190

Path Of Travel , Vehicular Traffic  :  Cross Walks and Detectable
Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Vehicular Traffic

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 5.90 percent for 7.00 feet

Recommendation

Up to 5.00 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344205

There are slopes greater than allowed
maximum slope on the primary path of travel.

Provide a compliant path of travel.

ADA 402, 403.3,CA 11B-403.3,CA 11B-402

Install pathway

Sidewalk to the Main Entrance
Exterior Walkway

$3,600

Path Of Travel , Walking Surfaces  :  Walking Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Path of Travel  - Exterior  :  Path Of Travel , Walking Surfaces

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 5.70 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344176

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Administration Entrance
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.10 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341724

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Briefing Room Entrance
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344188

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Entrance to Police Parking Lot
Push Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Doors  - Exterior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337841

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Main Entrance

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 5.80 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337843

There is no level landing at this door.

Provide a level landing.

ADA 302, 404, 305, 404.2.4.4,CA 11B-404.2.4.4

Correct slopes

Main Entrance
Pull Side

$1,500

Door , Clear Floor Space  :  Floor Surface Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.37 inches

Recommendation

28.00 - 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337920

The height of the counter or desk does not
comply with height requirements.  No
equivalent facilitation is provided in the area.

Provide a portion of counter at the compliant
height.

ADA 902, 904,CA 11B-904.4

Provide compliant counter

Main Lobby Reception

$3,500

Counter   :  Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2030

$0.00

Counters  - Interior  :  Counter

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337848

The drinking fountain is not set entirely in an
alcove.

If the drinking fountain is not set in an alcove
it shall provide a side rail or wing wall next to
each side of the fountain to prevent it from
protruding into the primary path of travel.

ADA 307.2, 602.1,CA 11B-602.9

Install wing walls or relocate
object

Drinking Fountain In Break Room

$640

Drinking Fountain   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 26.75 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337747

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain in Main Lobby

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 37.50 inches

Recommendation

38.00 - 43.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337748

The spout height for standing persons is not
compliant.

Provide a compliant spout outlet height for
standing persons.

ADA 602.7

Drinking Fountain in Main Lobby

Unassigned

Drinking Fountain   :  Spout Height for Standing Persons

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337749

The drinking fountain is not set entirely in an
alcove.

If the drinking fountain is not set in an alcove
it shall provide a side rail or wing wall next to
each side of the fountain to prevent it from
protruding into the primary path of travel.

ADA 307.2, 602.1,CA 11B-602.9

Install wing walls or relocate
object

Drinking Fountain in Main Lobby

$640

Drinking Fountain   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Fountain Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341844

The provided drinking fountain is not a Hi-Low
fountain.

Replace the drinking fountain with a compliant
Hi-Low fountain.

ADA 305, 602, 211.2,CA 11B-211.2,CA 11B-602

Install new high/low fountain

Drinking Fountain next to Detectives Reception

$2,500

Drinking Fountain   :  Fountain Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 26.25 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341845

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain next to Detectives Reception

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 26.75 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337918

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain next to Womens Locker Room

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.00 inches

Recommendation

At least 4.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337919

The height of the water stream is less than
required.

Insure that the spout directs the water flow to
the required height and in a trajectory that is
parallel or nearly parallel to the front of the
drinking fountain.

ADA 211, 602, 602.6,CA 11B-211,CA 11B-602

Install new high/low fountain

Drinking Fountain next to Womens Locker Room

$2,500

Drinking Fountain   :  Stream Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2032

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

At least 1.00 tablesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344190

At least 5% of the provided tables are not
accessible.

Provide enough compliant Accessible Tables (At
least 5% of the total Tables).

ADA 309, 305, 205, 306, 308, 902, 228, 226.1

Accessible table (each)

Picnic Tables next to Police Parking Lot

$500

Picnic Tables   :  At least 5% not Accessible

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Picnic Areas  - Exterior  :  Picnic Tables

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 30.50 inches

Recommendation

Up to 25.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344240

Element reach depth is not compliant.

Make sure that the element is within allowed
reach range with recommended reach depth.

ADA 308

Parking Lot
Left Electric Vehicle Charging Station - Other

$550

Reach Range , Front Approach  :  Reach Depth

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Reach Ranges  - Exterior  :  Reach Range , Front Approach

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.40 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344241

The clear floor space slope is not compliant.

Provide compliant clear floor space.

ADA 304,CA 11B-305.2

Redesign space

Parking Lot
Left Electric Vehicle Charging Station - Other

$2,200

Reach Range , Clear Floor Space Slope  :  Clear Floor Space Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Reach Ranges  - Exterior  :  Reach Range , Clear Floor Space Slope

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.20 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344238

The clear floor space slope is not compliant.

Provide compliant clear floor space.

ADA 304,CA 11B-305.2

Redesign space

Parking Lot
Right Electric Vehicle Charging Station - Other

$2,200

Reach Range , Clear Floor Space Slope  :  Clear Floor Space Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

FivePriority

Comments No Comments

06/30/2029

$0.00

Reach Ranges  - Exterior  :  Reach Range , Clear Floor Space Slope

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 56.62 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344218

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Administration Conference Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 9.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344175

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Administration Entrance
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344179

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Administrative Offices
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337871

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Amateur Radio Communications
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341734

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Communications
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341903

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Computer Forensics
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341905

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Computer Forensics
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 7.75 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344165

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Conference Room in Police Chiefs Office
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 328 of 502



Finding

On-Site Finding 8.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344235

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Dark Room, Forensic File Room
Pull Side

$8,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344187

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Entrance to Police Parking Lot
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Exterior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341821

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Force Training Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 16.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341943

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Forensic Unit
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 38.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341927

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Gang Unit next to Detective Reception
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341926

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Gang Unit next to Detective Reception
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341802

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Hi-Tech Crimes
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.50 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341801

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Hi-Tech Crimes
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344231

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Information Technology
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344183

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Interview Room next to Information Technology
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 12.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337728

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Cabinet obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Intoxilizer
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.75 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337776

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Lobby Mens Restroom
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337734

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Lobby Womens Restroom
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 341 of 502



Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341929

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Mens Locker Room Restroom in Weight Room

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 7.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341930

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Mens Locker Room Restroom in Weight Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341747

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Mens Restroom next to Gang Unit
Pull Side

$2,921

Door , Clear Floor Space  :  Latch Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 0.75 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344208

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Police Chiefs Office Patio Entrance
Pull Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 7.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337797

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

Notes : Desk obstructs clear floor space length.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Left File Room
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 38.25 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337818

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

Notes : Refrigerator obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Records Bureau Right File Room
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 4.62 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337855

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Services Hallway next to Records
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337917

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

Notes : Lavatory obstructs clear floor space length.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Services Hallway Unisex Restroom
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.37 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337913

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Shift Sergeants next to Captains Office
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 9.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434230

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Special Operations
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 10.50 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341762

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Systems Manager
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 3.00 inches

Recommendation

At least 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341761

There is less than the required latch side
clearance on the push side of the door.

Provide the recommended latch side clearance
on the push side of the door. Otherwise, install
an automatic door opening device.

ADA 404, 404.2.4, 404.2.4.1,CA 11B-404.2.4.1

Install automatic door opener

Systems Manager
Push Side

$2,921

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 8.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337770

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Weight Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337771

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Weight Room
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 52.50 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341721

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Womens Restroom next to Gang Unit
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.25 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341778

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Workroom next to Sergeant Crimes - Property
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341780

There is not enough clear floor space provided
at the pull side of the door.

Provide the recommended clear floor space on
the pull side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4

Install automatic door opener

Workroom next to Sergeant Crimes - Property
Pull Side

$2,921

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.25 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 341827

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

CA 11B-606.6

Install new sink, faucet and
handles

Adult Holding Cell
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434232

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Adult Holding Cell
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434233

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Adult Holding Cell
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.25 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341918

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Adult Holding Cell

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 362 of 502



Finding

On-Site Finding 14.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341851

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Adult Padded Holding Cell

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 11.00 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 341864

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

CA 11B-606.6

Install new sink, faucet and
handles

Adult Padded Holding Cell
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341865

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Adult Padded Holding Cell
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341866

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Adult Padded Holding Cell
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341847

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Adult Padded Holding Cell

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 39.75 inches

Recommendation

At least 56.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341848

There is not a minimum of 56 inches of
clearance around the water closet measured
perpendicular from the rear wall.

Clearance around a water closet shall be 60
inches (1525 mm) minimum measured
perpendicular from the side wall and 56 inches
(1420 mm) minimum measured perpendicular
from the rear wall.

ADA 603, 604.3.1

Modify fixture

Adult Padded Holding Cell

$1,707

Restroom , Toilet Compartment  :  Toilet Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 25.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341849

There is not a minimum of 60 inches of
clearance around the water closet measured
perpendicular from the side wall.

Clearance around a water closet shall be 60
inches (1525 mm) minimum measured
perpendicular from the side wall and 56 inches
(1420 mm) minimum measured perpendicular
from the rear wall.

ADA 603, 502.4, 604.3.1

Modify fixture

Adult Padded Holding Cell

$1,707

Restroom , Toilet Compartment  :  Toilet Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341887

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Booking Area Unisex Restroom

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 16.75 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 341913

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

CA 11B-606.6

Install new sink, faucet and
handles

Booking Area Unisex Restroom
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434234

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Booking Area Unisex Restroom
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 434235

There is not sufficient clear floor space
provided to allow an accessible forward
approach.

Relocate the lavatory to provide clear floor
space.

ADA 213, 606, 606.2, 305.3,CA 11B-606.2,CA 11B-305

Install new sink, faucet and
handles

Booking Area Unisex Restroom
Lavatory

$2,261

Restroom , Lavatory  :  Lavatory Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341884

There is no toilet paper dispenser provided on
the narrow side wall.

Install a compliant toilet paper dispenser.

ADA 603, 604.7,CA 11B-604.7

Provide compliant dispenser

Booking Area Unisex Restroom

$277

Restroom , Toilet Compartment  :  No Toilet Paper Dispenser

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341885

There is not a minimum of 60 inches of
clearance around the water closet measured
perpendicular from the side wall.

Clearance around a water closet shall be 60
inches (1525 mm) minimum measured
perpendicular from the side wall and 56 inches
(1420 mm) minimum measured perpendicular
from the rear wall.

ADA 603, 502.4, 604.3.1

Modify fixture

Booking Area Unisex Restroom

$1,707

Restroom , Toilet Compartment  :  Toilet Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341911

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Booking Area Unisex Restroom

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 18.37 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341740

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Communications Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 377 of 502



Finding

On-Site Finding 51.50 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341742

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Communications Unisex Restroom

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 22.50 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341743

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Communications Unisex Restroom

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.00 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341726

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

Notes : Toilet obstructs turning space diameter.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Communications Unisex Restroom

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337719

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Lobby Mens Restroom

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 20.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337720

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Lobby Mens Restroom

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 32.75 inches

Recommendation

33.00 - 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337721

The height of the side grab bar is not at the
correct height.

Remount the grab bar so it is at the correct
height.

ADA 603, 609, 609.4,CA 11B-609.4,CA 11B-604.5

Relocate compliant grab bars
and patch

Lobby Mens Restroom

$500

Restroom , Grab Bars  :  Side Grab Bar Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 30.00 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337722

The length of the rear grab bar is less than
required.

Replace the rear grab bar with a compliant
grab bar.

ADA 603, 609, 604.5.2,CA 11B-604.5.2

Provide compliant grab bar

Lobby Mens Restroom

$267

Restroom , Grab Bars  :  Rear Grab Bar Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337723

Rear grab bar interferes with the
tank/flushometer.

Readjust the rear grab bar so that it does not
interfere with the tank/flushometer.

ADA 609.3,CA 11B-609.3

Provide compliant grab bars

Lobby Mens Restroom

$231

Restroom   :  Rear Grab Bar Interferes

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337724

Rear grab bar location is not compliant.

Remount the rear grab bar to provide a
minimum of 12 inches of extension from the
center line of the of the water closet on one
side and 24 inches of extension on the side.

ADA 604.5.2,CA 11B-604.5.2

Provide a compliant back grab
bar.

Lobby Mens Restroom

$267

Restroom , Grab Bar  :  Rear Grab Bar Location

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bar

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 32.50 inches

Recommendation

33.00 - 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337725

The grab bar on the rear wall is not at the
correct height.

Remount the rear grab bar in the compartment
designated to be accessible so the height of
the gripping surface is at the correct height.

ADA 603, 609.4,CA 11B-609.4

Provide compliant grab bars

Lobby Mens Restroom

$231

Restroom   :  Rear Grab Bar Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 44.75 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337901

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Lobby Womens Restroom

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 17.75 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337902

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Lobby Womens Restroom

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 32.75 inches

Recommendation

33.00 - 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337903

The height of the side grab bar is not at the
correct height.

Remount the grab bar so it is at the correct
height.

ADA 603, 609, 609.4,CA 11B-609.4,CA 11B-604.5

Relocate compliant grab bars
and patch

Lobby Womens Restroom

$500

Restroom , Grab Bars  :  Side Grab Bar Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 30.00 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337904

The length of the rear grab bar is less than
required.

Replace the rear grab bar with a compliant
grab bar.

ADA 603, 609, 604.5.2,CA 11B-604.5.2

Provide compliant grab bar

Lobby Womens Restroom

$267

Restroom , Grab Bars  :  Rear Grab Bar Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337905

Rear grab bar interferes with the
tank/flushometer.

Readjust the rear grab bar so that it does not
interfere with the tank/flushometer.

ADA 609.3,CA 11B-609.3

Provide compliant grab bars

Lobby Womens Restroom

$231

Restroom   :  Rear Grab Bar Interferes

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337906

Rear grab bar location is not compliant.

Remount the rear grab bar to provide a
minimum of 12 inches of extension from the
center line of the of the water closet on one
side and 24 inches of extension on the side.

ADA 604.5.2,CA 11B-604.5.2

Provide a compliant back grab
bar.

Lobby Womens Restroom

$267

Restroom , Grab Bar  :  Rear Grab Bar Location

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2035

$0.00

Restrooms  - Interior  :  Restroom , Grab Bar

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 27.00 inches

Recommendation

At least 29.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341750

The apron height under the lavatory is less
than the required minimum height.

Raise or replace the lavatory to provide the
minimum required apron height.

ADA 213, 606, 306.3,CA 11B-306.3.3,CA 11B-606.2

Provide compliant lavatory

Mens Restroom next to Gang Unit
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Apron Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 26.00 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341751

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Mens Restroom next to Gang Unit
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 23.00 inches

Recommendation

Up to 17.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341753

The height of the urinal rim in the restroom is
greater than 17 inches above the finished floor.

Lower the urinal designated to be accessible in
the restroom so that the rim height is not
more than 17 inches above the finished floor.

ADA 605, 605.2,CA 11B-605.2

Lower urinal

Mens Restroom next to Gang Unit

$1,397

Restroom , Urinal  :  Urinal Rim Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Urinal

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 19.62 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341895

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Mens Restroom next to Gang Unit

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 48.50 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341898

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Mens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 19.50 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341899

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Mens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 24.87 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337802

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Services Hallway Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 16.00 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337803

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Services Hallway Unisex Restroom

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.00 inches

Recommendation

At least 42.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337807

The length of the side grab bar is less than
required.

Replace the side grab bar with a compliant
grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1

Provide compliant grab bar

Services Hallway Unisex Restroom

$267

Restroom , Grab Bars  :  Side Grab Bar Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 36.00 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337808

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Services Hallway Unisex Restroom

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 8.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337809

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Services Hallway Unisex Restroom

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 35.00 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337810

The length of the rear grab bar is less than
required.

Replace the rear grab bar with a compliant
grab bar.

ADA 603, 609, 604.5.2,CA 11B-604.5.2

Provide compliant grab bar

Services Hallway Unisex Restroom

$267

Restroom , Grab Bars  :  Rear Grab Bar Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 405 of 502



Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337811

Rear grab bar location is not compliant.

Remount the rear grab bar to provide a
minimum of 12 inches of extension from the
center line of the of the water closet on one
side and 24 inches of extension on the side.

ADA 604.5.2,CA 11B-604.5.2

Provide a compliant back grab
bar.

Services Hallway Unisex Restroom

$267

Restroom , Grab Bar  :  Rear Grab Bar Location

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bar

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337830

The faucet controls on the lavatory require
tight grasping, pinching, or twisting of the wrist
and are not accessible.

Install accessible faucet controls.  Lever-
operated, push-type, touch-type or
electronically controlled mechanisms are
acceptable elements.  If self-closing valves are
used the faucet shall remain open for at least
10 seconds.

ADA 213, 606, 309.4,CA 11B-309.4,CA 11B-213,CA 11B-606

Replace knob faucets with
paddle faucets

Services Hallway Unisex Restroom
Lavatory

$392

Restroom , Lavatory  :  Lavatory Control Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.25 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 337831

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

CA 11B-606.6

Install new sink, faucet and
handles

Services Hallway Unisex Restroom
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 39.75 inches

Recommendation

At least 60.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337827

There is not sufficient clear floor space in the
restroom to accommodate an individual in a
wheelchair.

Modify the restroom to provide sufficient clear
floor space for a turning radius in the restroom
to accommodate an individual in a wheelchair.

Notes : Cabinet obstructs turning space diameter.

ADA 603, 304, 304.3.1, 603.2.1, 304.3, 603.2,CA 11B-304.3

Install single-use toilet room

Services Hallway Unisex Restroom

$14,000

Restroom   :  Circular Turning Space Diameter

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 409 of 502



Finding

On-Site Finding 15.00 inches on center

Recommendation

At least 18.00 inches on
center

Recommendation

Costing Info (Estimated)

Code Reference

Record Number 337740

The lavatory does not meet the minimum
required distance to the center line of the
fixture, when located adjacent to a side wall,
partition or fixture.

Replace or remount lavatory to meet the
minimum required distance to the center line
of the fixture, when located adjacent to a side
wall or partition.

Notes : Pipes not completely wrapped.

CA 11B-606.6

Install new sink, faucet and
handles

Womens Locker Room Restroom
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Distance From Wall/Fixture

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 27.00 inches

Recommendation

At least 29.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341858

The apron height under the lavatory is less
than the required minimum height.

Raise or replace the lavatory to provide the
minimum required apron height.

ADA 213, 606, 306.3,CA 11B-306.3.3,CA 11B-606.2

Provide compliant lavatory

Womens Restroom next to Gang Unit
Lavatory

$2,500

Restroom , Lavatory  :  Lavatory Apron Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 25.75 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341859

The knee clearance space under the lavatory is
less than the required minimum height.

Raise or replace the lavatory to provide the
minimum required knee clearance.

ADA 213, 606, 606.2, 306.3.1,CA 11B-606.2,CA 11B-306.3.1

Provide compliant lavatory

Womens Restroom next to Gang Unit
Lavatory

$1,286

Restroom , Lavatory  :  Lavatory Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Lavatory

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 20.50 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341871

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Womens Restroom next to Gang Unit

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341872

The height of the toilet seat is not at the
required height.

Adjust or modify the toilet so the seat height is
at the required accessible height.

ADA 603, 604.4,CA 11B-604.4

Modify fixture

Womens Restroom next to Gang Unit

$1,707

Restroom , Toilet  :  Toilet Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Wrong Side of Toilet

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341874

The flush control on the toilet  is not on the
wide (approach) side of the toilet.

Relocate the flush control so it is on the wide
(approach) side of the toilet area. Flush
controls shall be hand-operated or automatic
mechanisms.

ADA 603, 604.6,CA 11B-604.6

Relocate flush valve

Womens Restroom next to Gang Unit

$127

Restroom , Toilet  :  Toilet Flush Control not on Wide Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 49.50 inches

Recommendation

At least 54.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341876

The distance from the back wall to the front of
the grab bar is less than required.

Install or move the grab bar to create the
required distance from the back wall to the
front of the grab bar.

ADA 603, 609, 604.5.1,CA 11B-604.5.1,CA 11B-609

Provide compliant grab bar

Womens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  Distance from Back Wall to Front of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 21.00 inches

Recommendation

At least 24.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341877

The distance from the front edge of the toilet
to the front edge of the side grab bar is
insufficient.

Install or relocate the side grab bar so that the
distance from the front edge of the toilet to the
front edge of the side grab bar meets the
required minimum distance.

CA 11B-604.5.1

Provide compliant grab bar

Womens Restroom next to Gang Unit

$267

Restroom , Grab Bars  :  Distance from Front Edge of Toilet to Front
of Grab Bar

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 66.25 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341882

The coat hook is not mounted at the correct
height.

Mount the coat hook at the recommended
height.

ADA 308, 603.4, 308.1,CA 11B-308,CA 11B-603.4,CA 11B-604.8.3

Move coat hook

Womens Restroom next to Gang Unit

$50

Restroom , Toilet Compartment  :  Coat Hook Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 34.25 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341786

Sink counter height does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 904, 228,CA 11B-606.3

Provide compliant sink

Communications
Sink

$1,800

Break Room   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Removed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341787

The toe kick for the sink in break/conference
room is not removed.

Remove the toe kick for the sink.

ADA 309, 305, 205, 308, 228, 606.2,CA 11B-606.2,CA 11B-305,CA
11B-306

Communications
Sink

$612

Break Room   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 19.37 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341789

There is not enough clear floor space at the
sink.

Provide enough clear floor space at the
location.

ADA 309, 205, 308, 228

Unknown scope

Communications
Sink

$900

Break Room , Sink  :  Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 421 of 502



Finding

On-Site Finding 34.25 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337872

Sink counter height is not compliant.

Provide compliant sink.

ADA 309, 205, 308, 228, 606.3, 212,CA 11B-606.3

Provide compliant sink

Intoxilizer

$1,800

Sink   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SixPriority

Comments No Comments

06/30/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344202

The curb ramp does not provide a detectable
warning surface which includes truncated
domes.

Provide compliant detectable warnings to
surface.

CA 11B-406.5.12

Provide detectable warning to
surface

Curb Ramp next to Entrance next to System Manager

$248

Curb Ramp   :  No Detectable Warnings

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Curb Ramps  - Exterior  :  Curb Ramp

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 2.90 percent

Recommendation

Up to 2.08 percentRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344203

The slope at the bottom landing is greater than
allowed.

Provide a compliant bottom landing that does
not exceed the maximum slope requirements.

ADA 402, 406.4, 406.2, 403.3, 406.1,CA 11B-406.5.3

Provide compliant landing

Curb Ramp next to Entrance next to System Manager
Bottom Landing

$240

Curb Ramp , Landings and Transitions  :  Bottom Landing Slope

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Curb Ramps  - Exterior  :  Curb Ramp , Landings and Transitions

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Beveled

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344204

The transition from the bottom of the curb
ramp to the walk, gutter, or street is abrupt.

Patch the transition area at the bottom of the
curb ramp so that the transition is flush and
free of abrupt changes.

ADA 302, 406.2

Patch lip at curb ramp

Curb Ramp next to Entrance next to System Manager
Bottom Landing

$255

Curb Ramp , Landings and Transitions  :  Bottom Landing Change in
Level - Curb Ramps

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Curb Ramps  - Exterior  :  Curb Ramp , Landings and Transitions

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 425 of 502



Finding

On-Site Finding 77.25 inches

Recommendation

At least 80.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337824

The vertical clearance height is less than
required.

Provide recommended vertical clearance.

ADA 307, 307.4,CA 11B-307.4

Provide recommended
clearance

Womens Locker Room
Shower Curtain

$108

Path Of Travel , Vertical Hazards  :  Protruding Objects - Vertical
Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Path of Travel  - Interior  :  Path Of Travel , Vertical Hazards

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.25 inches

Recommendation

Up to 0.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341763

The height of the threshold at the entrance
door is greater than allowed.

Modify or replace the threshold to provide the
recommended height.

ADA 404, 404.2.5,CA 11B-404.2.5

Provide smooth transition

Adult Padded Holding Cell

$436

Door , Threshold  :  Door Threshold

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Threshold

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 21.00 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341828

The clear opening width of the doorway is not
compliant.

Provide a compliant doorway at the location.

ADA 404, 404.2.4.2

Provide a compliant doorway

Booking Area Holding Cell

$5,400

Door   :  Doorway Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 13.00 inches

Recommendation

At least 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341783

There is less than the required latch side
clearance on the pull side of the door.

Provide required latch side clearance on the
pull side of the door.

Notes : Partition obstructs latch side clearance.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Detective Break Room
Pull Side

$4,000

Door , Latch Side Clearance  :  Front Approach Latch Side Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Latch Side Clearance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344167

The door opening hardware is not accessible.

Provide accessible hardware on the door.

ADA 404.2.7, 309.4,CA 11B-404.2.7

Replace existing lock set with
lever handled lock set

Police Chief Secretary Office Break Room
Finger Pull  - 1.5

$800

Door , Hardware  :  Non-Accessible Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 28.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344166

The clear opening width of the door is less than
required.

Widen the door opening and provide a
compliant door.

ADA 404, 404.2.4.2,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Police Chief Secretary Office Break Room

$1,750

Door   :  Pocket Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344222

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Police Chiefs Office Patio
Push / Pull

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344207

The door lock requires tight grasping, pinching,
or twisting of the wrist to operate.

Provide a compliant door lock for the door that
does not require tight grasping, pinching, or
twisting of the wrist to operate.

ADA 404.2.7, 309.4

Provide door lock

Police Chiefs Office Patio Entrance
Push / Pull

$310

Door , Hardware  :  Door Lock

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Doors  - Interior  :  Door , Hardware

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 30.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341846

The clear opening width of the doorway is not
compliant.

Provide a compliant doorway at the location.

ADA 404, 404.2.4.2

Provide a compliant doorway

Search, Pre Booking

$5,400

Door   :  Doorway Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 29.37 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337916

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Services Hallway Unisex Restroom

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 45.00 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337853

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404, 404.2.4,CA 11B-404.2.4.1

Install automatic door opener

Womens Locker Room Restroom next to Break Room - 1st Door
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 29.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337851

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Womens Locker Room Restroom next to Break Room - 1st Door

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 35.62 inches

Recommendation

At least 36.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337757

There is not enough clear floor space provided
at the push side of the door .

Provide the recommended clear floor space on
the push side of the door.

ADA 404,CA 11B-404.2.4

Install automatic door opener

Womens Locker Room Restroom next to Break Room - 2nd Door
Push Side

$4,000

Door , Clear Floor Space  :  Front Approach Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Doors  - Interior  :  Door , Clear Floor Space

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 29.50 inches

Recommendation

At least 32.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337754

The clear opening width of the door is less than
required.

Widen the door opening and install a door that
provides at least the minimum clear width with
the door open 90 degrees.

ADA 404, 404.2.3,CA 11B-404.2.3

Widen existing door and add
accessible hardware

Womens Locker Room Restroom next to Break Room - 2nd Door

$1,750

Door   :  Door Opening Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Doors  - Interior  :  Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341826

Pedestal sink does not allow a forward
approach.

Provide compliant sink.

ADA 213, 606, 606.2, 306.1

Adult Holding Cell
Lavatory

$962

Restroom , Sink Type  :  Pedestal

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Sink Type

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.00 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341917

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Adult Holding Cell

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Wrong Side of Toilet

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341920

The flush control on the toilet  is not on the
wide (approach) side of the toilet.

Relocate the flush control so it is on the wide
(approach) side of the toilet area. Flush
controls shall be hand-operated or automatic
mechanisms.

ADA 603, 604.6,CA 11B-604.6

Relocate flush valve

Adult Holding Cell

$127

Restroom , Toilet  :  Toilet Flush Control not on Wide Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 14.00 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341850

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Adult Padded Holding Cell

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341863

Pedestal sink does not allow a forward
approach.

Provide compliant sink.

ADA 213, 606, 606.2, 306.1

Adult Padded Holding Cell
Lavatory

$962

Restroom , Sink Type  :  Pedestal

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Sink Type

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 16.75 inches on center

Recommendation

17.00 - 18.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341886

The distance from the center of the toilet to the
nearest side wall does not meet the required
distance.

Relocate the toilet so the distance from the
center line of the toilet to the nearest side wall
meets the required distance.

ADA 603, 604.7, 604.2,CA 11B-604.2

Relocate fixture

Booking Area Unisex Restroom

$2,500

Restroom , Toilet  :  Toilet Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Wrong Side of Toilet

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341889

The flush control on the toilet  is not on the
wide (approach) side of the toilet.

Relocate the flush control so it is on the wide
(approach) side of the toilet area. Flush
controls shall be hand-operated or automatic
mechanisms.

ADA 603, 604.6,CA 11B-604.6

Relocate flush valve

Booking Area Unisex Restroom

$127

Restroom , Toilet  :  Toilet Flush Control not on Wide Side

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 15.50 inches

Recommendation

Up to 12.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341891

The distance from the rear wall to the side grab
bar is greater than allowed.

Remount the side grab bar so it meets the
distance requirements from the back wall.

ADA 603, 609, 604.5.1,CA 11B-604.5.1

Provide compliant grab bar

Booking Area Unisex Restroom

$267

Restroom , Grab Bars  :  Grab Bar Distance From Back Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bars

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341912

Pedestal sink does not allow a forward
approach.

Provide compliant sink.

ADA 213, 606, 606.2, 306.1

Booking Area Unisex Restroom
Lavatory

$962

Restroom , Sink Type  :  Pedestal

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Sink Type

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not on both sides.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341772

The door to the compartment does not have an
accessible handle on both sides.

Provide an accessible handle mounted on the
door of the compartment near the latch.

ADA 404, 213, 604, 604.8.1.2, 604.8,CA 11B-404.2.7,CA 11B-
604.8.1.2

Install accessible handle on
stall door

Mens Locker Room Restroom

$250

Restroom , Compartment Door  :  Compartment Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Swings In

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341773

The door to the compartment swings inward
into the minimum required compartment area.

Modify the swing of the door so that it does
not swing into the minimum required
compartment area.

ADA 603, 604.8, 304.4,CA 11B-604.8.1

Modify door swing

Mens Locker Room Restroom

$269

Restroom , Compartment Door  :  Compartment Door Swings In

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341774

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Mens Locker Room Restroom

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341775

The door to the compartment designated to be
accessible in the restroom does not have
appropriate accessible hardware.

Install accessible hardware on the
compartment door that does not require tight
grasping, pinching, or twisting of the wrist.

ADA 404, 404.2.7, 309.4, 604.8,CA 11B-404.2.7,CA 11B-604.8.1.2

Add accessible hardware to
existing door

Mens Locker Room Restroom

$289

Restroom , Compartment Door  :  Compartment Door Latch

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 68.00 inches

Recommendation

15.00 - 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341776

The coat hook is not mounted at the correct
height.

Mount the coat hook at the recommended
height.

ADA 308, 603.4, 308.1,CA 11B-308,CA 11B-603.4,CA 11B-604.8.3

Move coat hook

Mens Locker Room Restroom

$50

Restroom , Toilet Compartment  :  Coat Hook Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Toilet Compartment

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337762

Rear grab bar location is not compliant.

Remount the rear grab bar to provide a
minimum of 12 inches of extension from the
center line of the of the water closet on one
side and 24 inches of extension on the side.

ADA 604.5.2,CA 11B-604.5.2

Provide a compliant back grab
bar.

Womens Locker Room Restroom

$267

Restroom , Grab Bar  :  Rear Grab Bar Location

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Restrooms  - Interior  :  Restroom , Grab Bar

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not on both sides.

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337765

The door to the compartment does not have an
accessible handle on both sides.

Provide an accessible handle mounted on the
door of the compartment near the latch.

ADA 404, 213, 604, 604.8.1.2, 604.8,CA 11B-404.2.7,CA 11B-
604.8.1.2

Install accessible handle on
stall door

Womens Locker Room Restroom

$250

Restroom , Compartment Door  :  Compartment Door Handle

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Missing Hardware

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337766

Door does not close automatically.

Provide an automatic door closer, spring hinge,
pull bar or accessible handle mounted on the
inside of the compartment door to the
compartment designated to be accessible in
the restroom.

ADA 404, 604.8.1.2, 604.8,CA 11B-604.8.1.2

Install accessible hardware on
stall door

Womens Locker Room Restroom

$269

Restroom , Compartment Door  :  Compartment Door

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Restrooms  - Interior  :  Restroom , Compartment Door

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Fountain Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337845

The provided drinking fountain is not a Hi-Low
fountain.

Replace the drinking fountain with a compliant
Hi-Low fountain.

ADA 305, 602, 211.2,CA 11B-211.2,CA 11B-602

Install new high/low fountain

Drinking Fountain In Break Room

$2,500

Drinking Fountain   :  Fountain Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 26.50 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337846

There is less than the required minimum knee
clearance height.

Provide a fountain with the required knee and
toe clearances.

ADA 305, 306, 211, 602, 306.3, 602.2,CA 11B-602.2,CA 11B-305

Install new high/low fountain

Drinking Fountain In Break Room

$2,500

Drinking Fountain   :  Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Drinking Fountains  - Interior  :  Drinking Fountain

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341808

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 222, 803, 225.2.1, 811, F222.1

Requires assembly or design

Mens Locker Room Restroom

$1,840

Locker Room   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341809

There are no accessible benches in the locker
room.

Install compliant benches in the locker room.

ADA 222, 803, 803.4

Install bench

Mens Locker Room Restroom

$500

Locker Room , Bench  :  Accessible Benches

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room , Bench

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341735

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 222, 803, 225.2.1, 811, F222.1

Requires assembly or design

Supervisors Mens Locker Room

$1,840

Locker Room   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 461 of 502



Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341736

There are no accessible benches in the locker
room.

Install compliant benches in the locker room.

ADA 222, 803, 803.4

Install bench

Supervisors Mens Locker Room

$500

Locker Room , Bench  :  Accessible Benches

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room , Bench

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337864

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 222, 803, 225.2.1, 811, F222.1

Requires assembly or design

Womens Locker Room Restroom

$1,840

Locker Room   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337865

There are no accessible benches in the locker
room.

Install compliant benches in the locker room.

ADA 222, 803, 803.4

Install bench

Womens Locker Room Restroom

$500

Locker Room , Bench  :  Accessible Benches

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Locker Rooms  - Interior  :  Locker Room , Bench

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 52.50 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337888

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Break Room next to Locker Rooms
Paper Towel

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 50.00 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337883

Appliance Reach Height in the
break/conference room is not compliant.

Make sure that the specified appliance reach
height is compliant.

ADA 309, 205, 308, 228

Adjust appliance height

Break Room next to Locker Rooms
Refrigerator - Appliance

$1,200

Break Room , Appliance  :  Reach Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Appliance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 466 of 502



Finding

On-Site Finding 36.12 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337879

Sink counter height does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 904, 228,CA 11B-606.3

Provide compliant sink

Break Room next to Locker Rooms
Sink

$1,800

Break Room   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Removed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337880

The toe kick for the sink in break/conference
room is not removed.

Remove the toe kick for the sink.

ADA 309, 305, 205, 308, 228, 606.2,CA 11B-606.2,CA 11B-305,CA
11B-306

Break Room next to Locker Rooms
Sink

$612

Break Room   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 42.12 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337887

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Break Room next to Locker Rooms
Soap

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 64.50 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341791

Appliance Reach Height in the
break/conference room is not compliant.

Make sure that the specified appliance reach
height is compliant.

ADA 309, 205, 308, 228

Adjust appliance height

Communications
Microwave - Appliance

$1,200

Break Room , Appliance  :  Reach Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Appliance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 64.00 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341798

Appliance Reach Height in the
break/conference room is not compliant.

Make sure that the specified appliance reach
height is compliant.

ADA 309, 205, 308, 228

Adjust appliance height

Detective Break Room
Microwave - Appliance

$1,200

Break Room , Appliance  :  Reach Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Appliance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 71.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341800

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Detective Break Room
Paper Towel

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Compliant

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341792

Sink controls needs twisting to operate.

Provide compliant controls for the sink in
break/conference room.

ADA 309, 205, 308, 228

Replace knob faucets with
paddle faucets

Detective Break Room
Sink

$392

Break Room   :  Sink - Control Type

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 35.87 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341793

Sink counter height does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 904, 228,CA 11B-606.3

Provide compliant sink

Detective Break Room
Sink

$1,800

Break Room   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Removed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341794

The toe kick for the sink in break/conference
room is not removed.

Remove the toe kick for the sink.

ADA 309, 305, 205, 308, 228, 606.2,CA 11B-606.2,CA 11B-305,CA
11B-306

Detective Break Room
Sink

$612

Break Room   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 18.25 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341796

There is not enough clear floor space at the
sink.

Provide enough clear floor space at the
location.

ADA 309, 205, 308, 228

Unknown scope

Detective Break Room
Sink

$900

Break Room , Sink  :  Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 49.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341799

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Detective Break Room
Soap

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 69.00 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344197

Appliance Reach Height in the
break/conference room is not compliant.

Make sure that the specified appliance reach
height is compliant.

ADA 309, 205, 308, 228

Adjust appliance height

Police Chief Secretary Office Break Room
Microwave - Appliance

$1,200

Break Room , Appliance  :  Reach Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Appliance

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 55.00 inches

Recommendation

Up to 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344198

The height of the controls and operating
mechanisms for the dispenser is not at the
correct  height.

Relocate the dispenser to the correct height.

ADA 309, 205, 308, 606,CA 11B-603.5

Relocate dispenser

Police Chief Secretary Office Break Room
Paper Towel

$110

Break Room   :  Break Room

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 36.00 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344191

Sink counter height does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 904, 228,CA 11B-606.3

Provide compliant sink

Police Chief Secretary Office Break Room
Sink

$1,800

Break Room   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Removed

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344192

The toe kick for the sink in break/conference
room is not removed.

Remove the toe kick for the sink.

ADA 309, 305, 205, 308, 228, 606.2,CA 11B-606.2,CA 11B-305,CA
11B-306

Police Chief Secretary Office Break Room
Sink

$612

Break Room   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344194

The cabinet door hardware is not accessible.

Provide compliant hardware for the cabinet
door.

ADA 309, 205, 308, 228,CA 11B-606.4

Police Chief Secretary Office Break Room
Sink

$1,000

Break Room   :  Cabinet Door Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.50 inches

Recommendation

At least 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344195

There is not enough clear floor space at the
sink.

Provide enough clear floor space at the
location.

ADA 309, 205, 308, 228

Unknown scope

Police Chief Secretary Office Break Room
Sink

$900

Break Room , Sink  :  Clear Floor Space Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Break/Conference Room  - Interior  :  Break Room , Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 36.12 inches

Recommendation

Up to 34.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341932

Sink counter height is not compliant.

Provide compliant sink.

ADA 309, 205, 308, 228, 606.3, 212,CA 11B-606.3

Provide compliant sink

Booking Area

$1,800

Sink   :  Sink - Counter Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department

Disability Access Consultants (DAC) 1-800-743-7067 Page 484 of 502



Finding

On-Site Finding 25.00 inches

Recommendation

At least 27.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341933

Sink knee clearance does not meet the
standards.

Provide compliant sink.

ADA 309, 205, 308, 606, 228,CA 11B-606.2,CA 11B-306.3

Provide compliant sink

Booking Area

$1,800

Sink   :  Sink - Knee Clearance

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341935

The cabinet door hardware is not accessible.

Provide compliant hardware for cabinet door.

ADA 309, 205, 308, 228

Provide compliant hardware

Booking Area

$190

Sink   :  Door Hardware

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Toe Kick Exists

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341936

The toe kick for the sink is not removed.

Make sure there is no toe kick at the sink.

ADA 309, 205, 308, 228, 606.2, 212,CA 11B-606.2,CA 11B-305,CA
11B-306

Remove toe kick

Booking Area

$420

Sink   :  Toe Kick Not Removed

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 27.00 inches

Recommendation

At least 30.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341937

There is not enough clear floor space at the
sink.

Provide enough clear floor space at the
location.

ADA 309, 205, 308, 228

Unknown scope

Booking Area

$900

Sink   :  Clear Floor Space Width

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Sinks  - Interior  :  Sink

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Available

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 344199

No accessible lockers were found.

At least one locker or 5% of the lockers should
be accessible.

ADA 225.2.1, 811,CA 11B-225.2.1,CA 11B-811

Requires assembly or design

Lockers next to Police Parking Lot

$1,840

Lockers   :  No Accessible Lockers Available

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Lockers  - Exterior  :  Lockers

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding None Found

Recommendation

At least 1.00 showersRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341758

There are not enough accessible showers with
respect to the total number of showers
available.

Provide the required amount of compliant
accessible showers.

ADA 213, 608, 213.3.6,CA 11B-213.3.6

Provide compliant showers

Booking Area Unisex Restroom

$4,500

Accessible Shower   :  Accessible Showers

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 51.75 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341832

The hand-held sprayer unit is not mounted at
the required height above the finished floor.

Provide a compliant hand-held sprayer unit
with a hose.

ADA 213, 608,CA 11B-608.5

Provide a compliant shower
head

Mens Locker Room Restroom

$385

Accessible Shower , Shower Unit  :  Hand Held Unit Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Shower Unit

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 58.00 inches

Recommendation

At least 59.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341833

The length of the hose for the hand-held
sprayer unit is not compliant.

Provide a compliant hand-held sprayer unit
with a hose.

ADA 213, 608, 608.6,CA 11B-608.6

Provide a compliant shower
head

Mens Locker Room Restroom

$385

Accessible Shower , Shower Unit  :  Hand Held Unit Hose Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Shower Unit

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341835

Shower seat length is not compliant.

Provide a compliant seat that extends the full
length of the shower.

ADA 608,CA 11B-608.4,CA 11B-610.3

Add a compliant fold-down seat
to tiled shower wall

Mens Locker Room Restroom

$1,068

Accessible Shower , Seat  :  Seat Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Seat

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 1.62 inches

Recommendation

Up to 1.50 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341837

The distance between the folding seat and the
adjacent wall is greater than 1 1/2 inches.

Remount the folding seat at a height of 18
inches above the finished floor.  Make certain
that the distance between the folding seat and
wall upon which it is hung is no greater than 1
1/2 inches and that it extends less than 6
inches from the mounting wall when folded.

ADA 608,CA 11B-608.4,CA 11B-610.3

Add fold-down seat and grab
bars to tiled shower wall

Mens Locker Room Restroom

$1,500

Accessible Shower , Seat  :  Seat Distance From Wall

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Seat

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 20.50 inches

Recommendation

17.00 - 19.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341838

The folding seat in the accessible shower is not
mounted at a compliant height above the
finished floor.

Remount the folding seat to a compliant height
above the finished floor.

ADA 608, 610.3,CA 11B-608.4,CA 11B-610.3

Add fold-down seat and grab
bars to tiled shower wall

Mens Locker Room Restroom

$1,500

Accessible Shower , Seat  :  Seat Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Seat

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 53.50 inches

Recommendation

15.00 - 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341839

The soap dish is not mounted at a compliant
height.

Relocated the soap dish on the same wall as
the water controls at a compliant height.

CA 11B-608.10

Provide compliant dispenser

Mens Locker Room Restroom

$277

Accessible Shower , Soap Dish  :  Soap Dish Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Soap Dish

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 47.00 inches

Recommendation

39.00 - 41.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 341840

The water control valve is not mounted at a
compliant height.

Remount the water control valve.

ADA 213, 608, 608.5,CA 11B-608.5

Relocate controls

Mens Locker Room Restroom

$554

Accessible Shower , Water Valve  :  Water Valve Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Water Valve

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 66.50 inches

Recommendation

Up to 48.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337777

The hand-held sprayer unit is not mounted at
the required height above the finished floor.

Provide a compliant hand-held sprayer unit
with a hose.

ADA 213, 608,CA 11B-608.5

Provide a compliant shower
head

Womens Locker Room Restroom

$385

Accessible Shower , Shower Unit  :  Hand Held Unit Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

12/31/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Shower Unit

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 57.00 inches

Recommendation

At least 59.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337778

The length of the hose for the hand-held
sprayer unit is not compliant.

Provide a compliant hand-held sprayer unit
with a hose.

ADA 213, 608, 608.6,CA 11B-608.6

Provide a compliant shower
head

Womens Locker Room Restroom

$385

Accessible Shower , Shower Unit  :  Hand Held Unit Hose Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Shower Unit

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding Not Accessible

Recommendation

See RecommendationRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337779

Shower seat length is not compliant.

Provide a compliant seat that extends the full
length of the shower.

ADA 608,CA 11B-608.4,CA 11B-610.3

Add a compliant fold-down seat
to tiled shower wall

Womens Locker Room Restroom

$1,068

Accessible Shower , Seat  :  Seat Length

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Seat

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Finding

On-Site Finding 40.50 inches

Recommendation

15.00 - 40.00 inchesRecommendation

Costing Info (Estimated)

Code Reference

Record Number 337781

The soap dish is not mounted at a compliant
height.

Relocated the soap dish on the same wall as
the water controls at a compliant height.

CA 11B-608.10

Provide compliant dispenser

Womens Locker Room Restroom

$277

Accessible Shower , Soap Dish  :  Soap Dish Height

Progress

Not_StartedProgress

Projected DateActual Date

Actual Cost

SevenPriority

Comments No Comments

06/30/2037

$0.00

Accessible Showers  - Interior  :  Accessible Shower , Soap Dish

NoneResolution

Contractor

NoneAssignment 0New Value

Designated Staff

Police Department
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Prepared By

*Estimated Facility Total:
*Estimated facility total is for estimating purposes only and does not represent
total construction, repair totals or design fees.

Prepared Using

$575,629

Police Department

10911 Brookshire Avenue
Downey, CA 90240

Date of Inspection
1/17/2017

Disability Access Consultants

(800) 743-7067

Police Department
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